40VMMO007-048
Medium Static Duct Indoor Unit for

Variable Refrigerant Flow (VRF) Systems

Installation and Maintenance Instructions
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SAFETY CONSIDERATIONS

Improper installation, adjustment, ateration, service, main-
tenance, or use can cause explosion, fire, eectrica shock, or
other conditions which may cause death, persona injury or
property damage. The qudified ingtaller or agency must use
factory-authorized kits or accessories when modifying this
product.

Follow all safety codes. Wear safety glasses, protective
clothing, and work gloves. Use quenching cloth for brazing op-
erations. Have fire extinguisher available. Read these instruc-
tions thoroughly and follow al warnings or cautions included
in literature and attached to the unit. Consult locd building
codes and the current editions of the National Electrica Code
(NEC) ANSI/NFPA (American Nationa Standards Institute/
National Fire Protection Association) 70. In Canada, refer to
the current editions of the Canadian Electrical Code CSA (Ca
nadian Standards Association) C22.1.

Understand the signal words — DANGER, WARNING,
and CAUTION. DANGER identifies the most serious hazards
which will result in severe persona injury or death.
WARNING signifies hazards that could result in personal inju-
ry or death. CAUTION is used to identify unsafe practices,
which would result in minor persona injury or product and
property damage.

Recognize safety information. This is the safety-aert
symbol ( A\ ). When this symbol is displayed on the unit and in
ingtructions or manuals, be aert to the potentia for personal
injury. Ingtaling, starting up, and servicing equipment can be
hazardous due to system pressure, electrical components, and
equipment location.

A WARNING

Electrical shock can cause persond injury and death. Shut
off al power to this equipment during installation. There
may be more than one disconnect switch. Tag al discon-
nect locationsto aert others not to restore power until work
iscompleted.

AWARNING

When ingtaling the equipment in a small space, provide
adequate measures to avoid refrigerant concentration
exceeding safety limits due to refrigerant leak. In case of
refrigerant leak during instalation, ventilate the space
immediately. Failure to follow this procedure may lead to
persond injury.

DO NOT USE TORCH to remove any component. System
contains oil and refrigerant under pressure.

To remove a component, wear protective gloves and gog-
glesand proceed asfollows:

a. Shut off electrical power to unit.

b. Recover refrigerant to relieve al pressure from sys-
tem using both high-pressure and low pressure ports.

c. Traces of vapor should be displaced with nitrogen
and the work area should be well ventilated. Refrig-
erant in contact with an open flame produces toxic
gases.

d. Cut component connection tubing with tubing cutter
and remove component from unit. Use a pan to catch
any oil that may come out of the lines and as a gage
for how much oil to add to the system.

e. Carefully unsweat remaining tubing stubs when nec-
essary. Qil can ignite when exposed to torch flame.

Failure to follow these procedures may result in persona
injury or death.

Manufacturer reserves the right to discontinue, or change at any time, specifications or designs without notice and without incurring obligations.
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DO NOT re-use compressor oil or any oil that has been
exposed to the atmosphere. Dispose of oil per local codes
and regulations. DO NOT leave refrigerant system open to
ar any longer than the actua time required to service the
equipment. Seal circuits being serviced and charge with
dry nitrogen to prevent oil contamination when timely
repairs cannot be completed. Failure to follow these proce-
dures may result in damage to equipment. For information
about replacement oil type and viscosity, see the Instala
tion, Start-Up, and Service Ingtructions for the 383VMAH
and 38VMAR outdoor units.

40 VM _M 007 —

Equipment Type
40 — Indoor Unit
Product Type

VM — VRF

Model Type
M — Medium Static Duct

LEGEND
VRF — Variable Refrigerant Flow

GENERAL

The 40V MM medium static duct indoor fan coil unit offers
simple operation and long service with proper installation, op-
eration, and regular maintenance.

The equipment is initialy protected under the manufactur-
er’s slandard warranty; however, the warranty is provided un-
der the condition that the steps outlined in this manual for ini-
tia inspection, proper ingtallation, regular periodic mainte-
nance, and everyday operation of the unit be followed in detail.
This manua should be fully reviewed in advance before initia
ingtdlation, start-up and any maintenance. Contact your local
saes representative or the factory with any questions BEFORE
proceeding.

See Fig. 1 for model number nomenclature. Table 1 shows
components that may or may not be used for aparticular instal-
lation. Table 2 lists physical data for each unit size. Figures 2
and 3 show unit dimensions. Figures 4-11 show fan perfor-
mance curves.

3
Voltage (V-Ph-Hz)
3 —208/230-1-60

Blank

Capacity (Btuh)

007 — 7,000 024 — 24,000
009 — 9,000 030 — 30,000

012 — 12,000 036 — 36,000
015 — 15,000 048 — 48,000
018 — 19,000

Fig. 1 — Model Number Nomenclature



Table 1 — Components Shipped With Unit

NAME OF ACCESSORY OUTLINE QUANTITY USAGE
PQE connection wire 2 Connect outdoor unit, indoor unit and sub MDC
Pipe insulation material @ 2 Heat insulation
Condensate connection [ﬂm:) 1 For drainage
Clamp @ 1 Connect the drain hose to condensate connection
Copper nut - “ 1 Use for pipe connection
Q)
LED display panel 0cooco [ 1 Operation and error display
Installation manual for 1 Guide for installing the displa
display panel 9 play
Copper pipes =" 2 Use for inlet and outlet connection
Connecting wire === 1 = 1 For occupancy sensor

MDC

LEGEND

— Multiport Distribution Controller



Table 2 — 40VMM Physical Data

UNIT 40VMM 007 | 009 | o012 [ o015 | o018 | 024 030 036 048
POWER SUPPLY (V-Ph-Hz) 208/230-1-60
COOLING CAPACITY (Btuh) 7,000 9,000 12,000 15,000 19,000 24,000 30,000 36,000 48,000
HEATING CAPACITY (Btuh) 8,000 10,000 13,500 17,000 21,000 27,000 34,000 42,000 54,000
INDOOR FAN MOTOR DC
Type
Input (W) 50 115 140 155 195 260 310 430
INDOOR COIL
Number of Rows 2 4
Fin Spacing (fins/in.) 20 17
Fin Type Hydrophilic Aluminum
Tube Diameter, OD (in.) 0.276
Tube Type Inner Groove
Number of Circuits 4 6 5 8
INDOOR AIRFLOW (cfm)
Low 230 250 326 376 501 626 751 1001
Medium 271 294 385 444 592 740 888 1184
High 340 375 462 565 707 908 1117 1366
B i | o=
INDOOR NOISE LEVEL (dBA)
Low 28.1 29.3 30.0 31.9 35.5 36.4 40.8 39.2 44.7
Medium 29.3 30.9 32.0 34.5 38.2 38.6 43.7 42.6 47.5
High 31.3 32.2 36.1 38.5 41.1 41.8 46.9 46.2 50.8
UNIT
oD imyensionss WxH |39 1/, x8 1/4x 19 %4 399/, x 10 5/ x 25 48 1/2x 10 5/5x 30 1/ | 503/ax 117/5x 34 Vg
)':?_Icfgg(iai_')“e"Si°"sa W 4475 x 11 x 22 45 1116x 14 X 27 34 S8l X Yo X | 56 1/ x 15 %%g x 37 1o
Shipping Weight (Ib) 57.5 88 115 117 143
Net Weight (Ib) 48.5 76 97 99 124
REFRIGERANT TYPE R-410A
EXPANSION DEVICE EEV (Weld Connection)
Esﬁlgl;lig)RESSURE, High/ 580/320
REFRIGERANT PIPING (in.)
Liquid Side, OD /4 3/g
Suction Side, OD /2 5/8
CONNECTING WIRING
Power Wiring Sized per NEC and Local Codes Based on Nameplate Electrical Data
Signal Wiring 2-core shielded twisted pair cable 20 AWG-16 AWG
CONDENSATE DRAIN PIPE 1 %,
DIAMETER, OD (in.)

LEGEND

AWG — American Wire Gage
EEV — Electronic Expansion Valve
NEC — National Electrical Code
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DIMENSION (in.)
40VMM UNIT SIZE

0 v S A B C D E F G H 1 J K L M

007,009 36 1/4 81/4 193/, 17 3/4 391/, 13/, 283/, 5/g 534 321/, 77g 37 3/4 133/4

NOTE: All dimensions shown in inches.

Fig. 2 — 40VMMO007-009 Dimensions
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DIMENSION (in.)
40VMM UNIT SIZE ry B C D E = G H 0 J K L "
012-018 36 /s 10 5/g 25 221/ 39 3/ 25/g 28 13/ 7 1014 32 37 34 133/,
024,030 44 7/g 10 5/g 30 /2 28 48 1/2 25/g 36 3/4 13/ 7 10 /4 40 3/4 46 1/2 191/,
036,048 47 /g 117/g 34 /g 317 50 3/4 31/g 37 716 11 8 113/ 43 48 7/g 19 5/

NOTE: All dimensions shown in inches.

Fig. 3 — 40VMMO012-048 Dimensions



| Fan Curve Characteristics |
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H-Speed
S O3
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© Ra"‘“g
C 012 (gsP \
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..i‘ \)v‘) M-Speed
Ll o.08 L T
Lower limit of ESP.
(Rating ESP)
0.04 limit of ESP
Uppe;mn ESP
0 L-Speed  M-Speed Hrsieoed limit of ESP (Min ESP)
150 200 250 300 350 400 450
Airflow (cfm)
RANGE OF AVAILABLE AIRFLOW RATE IN
H-SPEED
ESP | speRp |_MaxPoint | Mid Point | Min Point
Max SP Mid SP Min SP
CFM | (in) | CFM | (in.) | CFM | (in.)
0.04 H 391 0.00 340 0.04 289 0.07
0.08 H 391 0.06 340 0.08 289 0.10
0.12 H 391 0.09 340 0.12 289 0.15
0.16 H 391 0.14 340 0.16 289 0.18
0.20 H 391 0.18 340 0.20 289 0.22
0.24 H 391 0.20 340 0.24 289 0.27
0.28 H 391 0.24 340 0.28 289 0.31
0.32 H 391 0.30 340 0.32 289 0.34
LEGEND
ESP — External Static Pressure
SP — Static Pressure

Fig. 4 — Size 007,009 Fan Curves

| Fan Curve Characteristics
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Airflow (cfm)
RANGE OF AVAILABLE AIRFLOW RATE IN
EAN H-SPEED
ESP SPEED Max Point Mid Point Min Point
Max SP Mid SP Min SP
CFM | (in.) | CFM | (in.) | CFM | (in.)
0.04 H 410 | 0.00 | 375 0.04 | 319 0.09
0.08 H 431 0.04 | 375 0.08 | 319 0.12
0.12 H 431 0.08 | 375 0.12 319 0.16
0.16 H 431 0.12 375 0.16 319 0.20
0.20 H 431 0.16 375 0.20 319 0.24
0.24 H 431 0.20 | 375 0.24 | 319 0.28
0.28 H 431 0.24 | 375 0.28 | 319 0.32
0.32 H 431 0.28 | 375 0.32 | 319 0.36
0.36 H 431 0.32 | 375 0.36 319 0.40
0.40 H 431 0.36 375 0.40 319 0.44
0.44 H 431 0.40 375 0.44 319 0.48
0.48 H 431 0.45 | 375 0.48 | 319 0.50
0.52 H 431 0.49 | 375 0.52 | 319 0.54
0.56 H 431 0.53 | 375 0.56 | 319 0.58
0.60 H 431 0.57 | 375 0.60 319 0.62
LEGEND
ESP — External Static Pressure
SP — Static Pressure

Fig. 5 — Size 012 Fan Curves



Fan Curve Characteristics

Fan Curve Characteristics |
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Airflow (cfm)
RANGE OF AVAILABLE AIRFLOW RATE IN
H-SPEED
ESP | sperp |_Max Point | Mid Point | Min Point
Max SP Mid SP Min SP
CFM | (in.) | CFM | (in.) | CFM | (in.)
0.04 H 531 0.00 462 0.04 393 0.07
0.08 H 531 0.04 462 0.08 393 0.11
0.12 H 531 0.08 462 0.12 393 0.15
0.16 H 531 0.11 462 0.16 393 0.20
0.20 H 531 0.15 462 0.20 393 0.24
0.24 H 531 0.20 462 0.24 393 0.29
0.28 H 531 0.24 462 0.28 393 0.33
0.32 H 531 0.28 462 0.32 393 0.37
0.36 H 531 0.27 462 0.36 393 0.46
0.40 H 531 0.31 462 0.40 393 0.50
0.44 H 531 0.36 462 0.44 393 0.54
0.48 H 531 0.40 462 0.48 393 0.58
0.52 H 531 0.47 462 0.52 393 0.56
0.56 H 531 0.51 462 0.56 393 0.60
0.60 H 531 0.55 462 0.60 393 0.64
LEGEND
ESP — External Static Pressure
SP — Static Pressure

Fig. 6 — Size 015 Fan Curves

0.68
_—0.64
(@)
; 0.6 H-Speed
E 0.56
N
@ 0.52
—
03)0‘48
(2]
@ 0.44
| -
0(3 0.4
- — 565
S 036
e
) o032
® 028
c
S
@ 0.24
=
LLl 0.2 H-Speed
L-Speed
0.16 o (— DN \
u er\im"tofEs ¥ . Low_erllmlt;ofESP
0.12 Eg‘;) . : (Rating ESP)
- L-Speed M-Speed H-Speed
0.04 ._.'Z°_"."_e.'_';.'!".'_l!'t_ngsp.(Mi*'n.Ele,}
0
200 300 400 500 600 700 800
Airflow  (cfm)
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ESP | sheRp | MaxPoint | Wid Point | Min Point
Max SP Mid SP Min SP
CFM | (in.) | CFM | (in.) | CFM | (in.)
0.04 H 650 | 0.01 565 | 0.04 | 480 | 0.08
0.08 H 650 | 0.04 | 565 | 0.08 | 480 | 0.12
0.12 H 650 | 0.09 | 565 | 0.12 | 480 | 0.16
0.16 H 650 | 0.10 | 565 | 0.14 | 480 | 0.18
0.20 H 650 | 0.16 | 565 | 0.20 | 480 | 0.24
0.24 H 650 | 0.20 | 565 | 0.24 | 480 | 0.28
0.28 H 650 | 023 | 565 | 0.28 | 480 | 0.31
0.32 H 650 | 0.27 | 565 | 0.32 | 480 | 0.35
0.36 H 650 | 0.31 565 | 0.36 | 480 | 0.40
0.40 H 650 | 0.35 | 565 | 0.40 | 480 | 0.44
0.44 H 650 | 0.41 565 | 0.44 | 480 | 0.48
0.48 H 650 | 0.45 | 565 | 0.48 | 480 | 0.52
0.52 H 650 | 049 | 565 | 0.53 | 480 | 0.55
0.56 H 650 | 053 | 565 | 0.57 | 480 | 0.59
0.60 H 650 | 0.56 | 565 | 0.60 | 480 | 0.63
LEGEND
ESP — External Static Pressure
SP — Static Pressure

Fig. 7 — Size 018 Fan Curves



External Static Pressure (in. WG)

| Fan Curve Characteristics |

il of ESP (Min ESP
|

350 450 550 650 750 850 950
Airflow (CFM)
RANGE OF AVAILABLE AIRFLOW RATE IN
H-SPEED

ESP | speRp |_MaxPoint | Mid Point | Min Point
Max SP Mid SP Min SP

CFM | (in.)) | CFM | (in.) | CFM | (in.)

0.04 H 813 0.01 707 0.04 601 0.08
0.08 H 813 0.04 707 0.08 601 0.12
0.12 H 813 0.09 707 0.12 601 0.16
0.16 H 813 0.12 707 0.16 601 0.20
0.20 H 813 0.15 707 0.20 601 0.24
0.24 H 813 0.20 707 0.24 601 0.28
0.28 H 813 0.24 707 0.28 601 0.32
0.32 H 813 0.28 707 0.32 601 0.35
0.36 H 813 0.32 707 0.36 601 0.39
0.40 H 813 0.36 707 0.40 601 0.43
0.44 H 813 0.40 707 0.44 601 0.47
0.48 H 813 0.44 707 0.48 601 0.51
0.52 H 813 0.48 707 0.52 601 0.55
0.56 H 813 0.52 707 0.56 601 0.58
0.60 H 813 0.55 707 0.60 601 0.64

LEGEND
ESP — External Static Pressure
SP — Static Pressure

Fig. 8 — Size 024 Fan Curves

Fan Curve Characteristics
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RANGE OF AVAILABLE AIRFLOW RATE IN
EAN H-SPEED
ESP SPEED Max Point Mid Point Min Point
Max SP Mid SP Min SP
CFM | (in.) | CFM | (in.) | CFM | (in.)
0.04 H 990 | 0.00 | 908 | 0.04 | 771 0.11
0.08 H 1043 | 0.01 908 | 0.08 | 771 0.14
0.12 H 1043 | 0.05 | 908 | 0.12 | 771 0.19
0.16 H 1043 | 0.09 | 908 | 0.16 | 771 0.22
0.20 H 1043 | 0.13 908 0.20 771 0.26
0.24 H 1043 | 0.17 908 0.24 771 0.30
0.28 H 1043 | 0.21 908 | 0.28 | 771 0.34
0.32 H 1043 | 0.25 | 908 | 0.32 | 771 0.38
0.36 H 1043 | 0.29 | 908 | 0.36 | 771 0.42
0.40 H 1043 | 0.33 | 908 | 0.40 | 771 0.46
0.44 H 1043 | 0.37 908 0.44 771 0.50
0.48 H 1043 | 0.41 908 0.48 771 0.54
0.52 H 1043 | 0.44 | 908 | 0.52 | 771 0.59
0.56 H 1043 | 0.48 [ 908 | 0.56 | 771 0.63
0.60 H 1043 | 0.53 | 908 | 0.60 | 771 0.66
LEGEND
ESP — External Static Pressure
SP — Static Pressure

Fig. 9 — Size 030 Fan Curves



| Fan Curve Characteristics | Fan Curve Characteristics
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Max SP Mid SP Min SP CFM | (in.)) | CFM | (in.) | CFM | (in.)
CFM | (in) | CFM | (in.) | CFM | (in.) 004 | H | 1460 | 0.00 | 1366 | 0.04 | 1161 | 0.13
004 | H |1160) 000 | 1117 { 0.02 | 949 | 0.08 008 | H | 1571 | 0.01 | 1366 | 0.08 | 1161 | 0.14
008 | H |1285) 003 | 1117 0.08 | 949 | 0.12 012 | H | 1571 | 0.08 | 1366 | 0.12 | 1161 | 0.16
0.12 H 1285 | 0.06 | 1117 [ 0.12 949 0.17 0.16 H 1571 0.12 | 1366 | 0.16 | 1161 0.20
0.16 H 1285 | 0.08 | 1117 | 0.16 949 0.21 0.20 H 1571 | 0.14 | 1366 | 0.20 | 1161 | 0.25
0.20 H 1285 | 0.15 | 1117 | 0.20 949 0.24 0.24 H 1571 | 020 | 1366 | 0.24 | 1161 | 0.28
0.24 H 1285 | 0.16 | 1117 | 0.24 949 0.29 0.28 H 1571 | 024 | 1366 | 0.28 | 1161 | 0.32
028 | H | 1285 ] 022 | 1117 | 026 | 949 | 0.30 032 | H | 1571 | 0.26 | 1366 | 0.32 | 1161 | 0.37
032 H [1285]0.26 |1117 | 0.30 | 949 | 0.34 036 | H | 1571 | 0.30 | 1366 | 0.36 | 1161 | 0.41
0.36 H 1285 | 0.30 | 1117 | 0.34 949 0.38 0.40 H 1571 | 0.34 | 1366 | 0.40 | 1161 | 0.45
0.40 H 1285 | 0.34 | 1117 | 0.38 949 0.42 0.44 H 1571 | 0.38 | 1366 | 0.44 | 1161 | 0.49
0.44 H 1285 | 0.38 | 1117 | 0.42 949 0.46 0.48 H 1571 | 042 | 1366 | 0.48 | 1161 | 0.53
0.48 H 1285 | 0.42 | 1117 | 0.46 949 0.50 0.52 H 1571 | 044 | 1366 | 052 | 1161 | 057
052 H [1285] 046 | 1117 | 0.50 | 949 | 0.54 056 | H | 1571 | 0.48 | 1366 | 0.56 | 1161 | 0.61
056 | H |1285) 050 | 1117 f 0.54 | 949 | 0.58 060 | H | 1571 | 052 | 1366 | 0.60 | 1161 | 0.65
0.60 H 1285 | 0.55 | 1117 | 0.60 949 0.64
LEGEND
LEGEND ESP — External Static Pressure
ESP — External Static Pressure SP — Static Pressure
SP — Static Pressure
Fig. 10 — Size 036 Fan Curves Fig. 11 — Size 048 Fan Curves
NOTES FORFIG. 4 - 11:
1. There are 9 ESP (external static pressure) settings for sizes 3. All tables show air flows at “H-Speed” for each ESP setting.
007 and 009. There are 16 ESP settings for sizes 012 through ESP settings are listed in the first column of each table.
048. 4. Please select ESP setting according to resistance of a con-
2. All fan curves show examples of fan characteristics of the nected duct.
“MAX. ESP,” “Rating ESP,” and “MIN. ESP.” 5. A controller can be used to change the indoor unit fan speed to
“H7 M7 or “L



INSTALLATION

Step 1 — Unpack and Inspect Units — Units are
packaged for shipment to avoid damage during normal transit
and handling. It isthe receiving party’s responsibility to inspect
the equipment upon arrival. Any obvious damage to the carton
and/or its contents should be reported on the bill of lading and a
claim should be filed with the transportation company and the
factory. Unit should always be stored in adry place, and in the
proper orientation as marked on the carton.

/A CAUTION

To avoid equipment damage, do not lift unit by the drain
pipe or refrigerant piping. Unit should be lifted using the
mounting brackets.

After determining the condition of the carton exterior, care-

fully remove each unit from the carton and inspect for hidden
damage. Check to make sure that items such as accessory kit,
thermostats, controller, etc. are accounted for whether pack-
aged separately or shipped at alater date. Any hidden damage
should be recorded, a claim should be filed with the transporta-
tion company, and the factory should be notified. Inthe event a
claim for shipping damage is filed, the unit, shipping carton,
and all packing must be retained for physical inspection by the
trangportation company. All units should be stored in the facto-
ry shipping carton with interna packaging in place until instal-
lation.
PROTECTING UNITS FROM DAMAGE — Do not apply
force or pressure to the coail, piping, or drain stub-outs during
handling. All units should be handled by the chassis or as close
as possible to the unit mounting point locations.

The unit must always be properly supported. Temporary
supports used during ingtallation or service must be adequate to
hold the unit securely. To maintain warranty, protect units
againgt hostile environments (such as rain, snow or extreme
temperature), theft, vanddism, and debris on jobsite. Equip-
ment covered in this manual is not suitable for outdoor installa-
tions. Do not dlow foreign materia to fall into drain pan. Pre-
vent dust and debrisfrom being deposited on motor, fan wheels
and coils. Failure to do so may have serious adverse effects on
unit operation and in the case of motor and blower assembly,
may result in immediate or premature failure. Failure of any
unit caused by deposits of foreign material on the motor or
blower whedls will not be covered by the manufacturer’s war-
ranty. Some units and/or job conditions may require some form
of temporary covering during construction.

PREPARING JOBSITE FOR UNIT INSTALLATION —
To save time and to reduce the possibility of costly errors, set
up a complete sample ingtallation in atypical room at job-site.
Check al critical dimensions such as pipe, wire, and duct con-
nections requirements. Refer to job drawings and product
dimension drawings as required. Ingtruct all trades in their
parts of the installation. Units must be installed in compliance
with all applicableloca code requirements.

IDENTIFYING AND PREPARING UNITS— Be sure
power requirements match available power source. Refer to
unit nameplate and wiring diagram. In addition:

e Check all tagson unit to determineif shipping screws are
to be removed. Remove screws as directed.

» Rotate the fan wheel by hand to ensure that the fan is
unrestricted and can rotate freely. Check for shipping
damage and fan obstructions. Adjust blower motor as
required.
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Step 2 — Position the Unit

A DANGER

Units must not be installed where they may be exposed to
potentialy explosive or flammable atmosphere. If this
ingtruction is not followed exactly, afire or explosion may
result, causing property damage, injury, or loss of life.

Install the unit in a location that meets the following require-
ments:

» Allow adequate space for installation, service clearance,
piping and electrical connections, and necessary
ductwork. For specific unit dimensions, refer to Table 2,
Fig. 2, and Fig. 3. Allow clearance according to local and
national codes.

» Confirm that the ceiling is able to support the weight of
the unit. See Table 2 for nominal weight.

» There should be enough room within the false ceiling for
installation and maintenance (see Fig. 12).

e Thefalseceiling should be horizontal and leveled.

e |nstall the unit in a location within the room that alows
uniform air flow in al directions.

W7/ /4

Ll

MINIMUM DRAIN |
TILT 1/100

ANNNRNAARNNNRINNNN

Fig. 12 — False Ceiling Installation

Select the unit position with the following pointsin mind:

» The unit should be installed in a position that is suitable
to support the total weight of the unit, refrigerant piping
and condensate.

» Proper access should be provided for maintenance for
refrigerant piping, EEV (electronic expansion valve),
electrical box, and condensate pump. A 2-ft clearance is
recommended all around the unit.

* The unit should not be positioned directly above any
obstruction.

* The unit must be installed square and level.

» The condensate drain should have sufficient downward
dope (1 in. per 100 in.) in any horizontal run between
unit and drain. Maximum condensate lift is 29 1/, inches.

IMPORTANT: Be surethat the ceiling grid is supported
separately from the unit. The ceiling grid must not be
supported by any part of the unit or any associated wir-
ing or piping work.

Step 3 — Mount the Unit

INSTALLING HANGER BOLTS — Ingtall the hanger bolts
at thelocations shown in Fig. 2 and 3, top view. Use 3/g-in. all-
threaded rod. For unit weight, see Table 2.

MOUNTING UNIT — The unit can now be lifted on to the
hanging rods for mounting.

1. Userods and fasteners to suspend the unit at the factory-
provided mounting holes.



2. Adjust the height of the unit until the bottom isleve with
the fase ceiling, with adequate space to provide enough
pitch for the drain.

3. Secure the unit in position with locknuts and washers on
both sides of the mounting bracket. Ensure that the
threaded rod does not protrude more than 2 in. below the
mounting brackets as shown in Fig. 13.

When the unit is
level, tighten
nut to secure

the position of
the mounting

bracket on the

threaded rod.

MOUNTING
BRACKET

%' THREADED
ROD —

INDOOR UNIT

SUPPLY AIR
OPENING

LEVELING
NUT
FRONT VIEW

Fig. 13 — Threaded Rod

INSTALLING DUCT — Connect the return and supply
ducts to the duct collars provided on the unit. Adequate dis-
tance between the return and supply diffusers should be main-
tained to avoid short circulation of air within the space. Thefil-
ter islocated on the return side of the unit, on the rear or bottom
depending on thereturn air inlet arrangement.

RETURN AIR ARRANGEMENT — Based on the return air
arrangement requirement in the field, the unit can be modified
from rear return to bottom return. Follow the instructions be-
low to changing the return air arrangement.

RemoveAir Filter Frame and Cover Plate

1. Remove the screws that secure the filter frame to the rear
of the unit.

2. Remove the screws that secure the return air cover plate
to the bottom of the unit and set the cover plater aside.
SeeFig. 14 below.

RETURN AIR
COVER PLATE

Fig. 14 — Removing Air Filter Frame and Cover
Plate
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Apply Foam Insulating Tape

1. Apply foam insulating tape to the return air opening on
the bottom of the unit. See Fig. 15 below.

il
. 2 .

FOAM
INSULATING
TAPE

Fig. 15 — Applying Foam Insulation Tape

2. Use the existing screws to re-ingtall the return air cover
plate on the rear of the unit.

Re-install Air Filter and Frame — Re-install the return air fil-
ter and the filter frame on the bottom of the unit. Refer to the
arrowsin Fig. 16.

RETURN AIR
FILTER

Fig. 16 — Re-installing Return Air Filter and Frame

Secure the Frame and Filter — Use the provided clips to se-
curethe filter ingde thefilter frame. See Fig. 17 below.

FILTER
CLIP

DETAIL

Fig. 17 — Securing the Filter and Frame



Step 4 — Connect Piping

CONDENSATE PIPING — The unit is supplied with a
1%/4in. OD drain connection to connect copper or PVC drain
piping. See Fig. 18 below. Maximum pump lift is 27 1/, inches.

FLEXIBLE DRAIN  PVC DRAIN
INDOOR CONNECTOR PIPE
/ UNIT
CONDENSATE HOSE CLAMP INSULATION

LINE STUB
Fig. 18 — Condensate Drain Connection

When ingtalling condensate piping, follow these recommen-
dations:

» The highest point in the condensate piping should be as
close to the unit as possible. See Fig. 19.

» Condensate piping should slope downward in the direc-
tion of condensate flow, with a minimum gradient of
1in. per 100 inches. See Fig. 20.

STRUCTURAL CEILING \

\ 8\n.| PL'|

SUSPENSION RODS

SUPPORT
STRAPS

—

DRAIN LINE

Fig. 19 — Condensate Piping

Max 27-1/2 in.

»  When multiple units are connected to a common conden-
sate drain, ensure that the drain is large enough to accom-
modate the volume of condensate from all units. It isalso
recommended to have an air vent in the condensate pip-
ing to prevent air lock.

» Condensate piping must not be installed where it may be
exposed to freezing temperatures.

NOTE: CN18 can be disconnected to stop the pump. The con-
densate switch is switch CN5 which can be used for gravity
drain protection. See Fig. 21 and 22.

REFRIGERANT PIPING

A\ CAUTION

When connecting from an indoor unit to an outdoor unit,
the isolation valve at the outdoor unit should be in the
closed position throughout the refrigerant piping process.
Failure to follow this procedure may result in equipment
damage.

When connecting refrigerant piping from an indoor unit to

an outdoor unit, follow these procedures:

Check maximum height drop and length of refrigerant
piping between the indoor and outdoor units. To ensure
the drop and length are acceptable, refer to the refriger-
ant piping allowable limits in the outdoor unit installa-
tion manual.

The number of bends in the refrigeration piping must be
fewer than 15.

Refrigerant piping connection between indoor and out-
door units should be performed once the units are
secured at their respective installation locations.

The refrigeration piping starts at the indoor unit and ends
at the outdoor unit or Multiport Distribution Controller
(MDC) (Heat Recovery systems).

The refrigerant piping should be dry and free of dust and
other impurities.

The bending angle of the refrigerant pipe should not
exceed 90 degrees and the bending radius should be as
large as possible to prevent any breakage in piping.

Use proper cutting and flaring tools to avoid leakage.

Use a torque wrench for flare nuts. Refer to Table 3 for
flare nut torque recommendations.

Table 3 — Flare Nut Torque Recommendations

OUTSIDE DIAMETER (IN.) RECOMMFF"}?LEB[; TORQUE
/4 15
s 26
A 41
5/g 48

Before insulating the suction and liquid refrigeration
pipes, perform pressure and leak tests. For details, see
the outdoor unit installation manual. Insulating both suc-
tion and liquid refrigerant pipesis mandatory.

Vacuuming and charging of the system should be carried
out as described in the outdoor unit installation manual.

7-7/8 in. 7-7/8 in 7-7/8 in.
2~3-15/16 in. .
N 2-3-15/16 in. 2~3-15/16in. _
: £
"I Indoor Unit 2 "I Indoor Unit é "l Indoor Unit E
= 2
INDIVIDUAL DRAIN OUTLET FROM EACH INDOOR UNIT MAIN DRAIN

(Must be connected to internal pump and must be routed to

main drain as shown.)

(Sloped at 1/50 ~ 1/100)

Fig. 20 — Using a Main Drain to Serve Multiple Indoor Units with Internal Condensate Pumps
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Step 5 — Complete Electrical Connections —
Installation of wiring must conform with local building codes
and with Nationa Electric Code ANSI/NFPA 70, current edi-
tions. Units must be eectrically grounded in conformance with
the code. In Canada, wiring must comply with CSA C22.1,
Electrical Code.

AWARNING

Electrical shock can cause persona injury and degth. Dis-
connect power supply before making wiring connections.
There may be more than one disconnect switch. Tag all dis-
connect locations to aert others not to restore power until
work is completed.

A'WARNING

All units must be wired gtrictly in accordance with the wir-
ing diagram furnished with the unit. Any wiring different
from the wiring diagram could result in persona injury and

property damage.

A CAUTION

Any origina factory wiring that requires replacement must
be replaced with wiring materid having a temperature rat-
ing of at least 105 C.

Ensure supply voltage to the unit, asindicated on the serid
plate, is not more than 10% over the rated voltage or 10%
under the rated voltage.

Failure to follow these recommendations may result in
equipment damage.

This equipment in its standard form is designed for an elec-
trica supply of 208/230-1-60. Any damage to or falure of
units caused by incorrect wiring or voltage is not covered by
warranty.
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Electric wiring must be sized to carry the full load amp
draw of the motor, starter, and any other controls that are used
with the unit. See Table 4 for electrical data.

Table 4 — 40VMM Electrical Data

POWER SUPPLY
40VMM UNIT SIZE MCA MOPD
007 1.25 15
009 1.25 15
012 3.13 15
015 3.13 15
018 3.13 15
024 3.13 15
030 3.13 15
036 5.00 15
048 5.00 15
LEGEND

MCA — Minimum Circuit Amps
MOPD — Maximum Overcurrent
Protective Device

(WTERTE,

€.

1STED

After the pipe work is complete, the electrical supply can be
connected by routing the cable through the appropriate casing
holes or knockouts and connecting the supply and ground ca-
blesto the unit’s power terminal.

Be sure the power wiring and control wiring do not cross, as
this might cause disturbance on the controls sde. See Fig. 21
and 22 for wiring diagrams.

NOTE: The indoor unit requires its own power supply. Indoor
units are not powered through outdoor units.



VH

|
1 .

1 To wired
| controller
1 comm. bus

HEM

BLUE

YELLOW

To outdoor/indoor/MDC Z
units comm. bus )

XP4 XS4
®—oc oo o M |
Display Board

(]
ONT7  CN9  CN15

ENC2
ON _ON

SW1 SW8 ENC1

Main Board

CN5:

CN21 CN12  CN8

3
IHM
na

= |=
=

XPfgL [ xP2[ExP3

xstiy FiXs27 XS3

( Current range: 0-1A)

LEGEND
ACB — Auxiliary Control Board
ALARM — Warning Lamp
AUXH — Output For Auxiliary Heat
CS — Condensate Switch
CTON — Output for Cooling Operation
EEV — Electronic Expansion Valve
FAN — DC Indoor Fan
FM — Indoor Fan Motor
HTON — Output For Heating Operation
PUMP — Pump Motor
T1 — Room Temperature Sensor
T2A — Inlet Pipe Temperature Sensor
T2B — Outlet Pipe Temperature Sensor
XP1-4, — Connectors
XS1-4
XT1-2 — Terminal Block

---------- Optional Component or Field Wiring

NOTE: Field wiring must use copper conductors only.

Fig. 21 — 40VMMO007-009 Typical Wiring Diagram

14



XT2

WHITE
%Q BLUE

YELLOW

controller
comm. bus

1
: To wired
1
1

To outdoor/indoor/MDC G
units comm. bus ®

XP4 XS4

=
== Display Board
=
CN17  CN9 CN15
ENC2
ON__ON
[
[ /] SW1 SW8 ENCI
Main Board
(]
EARTH
1T B GND Ty o
CNg CN18 VoS
| FORTESTING 1 CN5, E|
CNs | CN4  CN14 CN52 CN21 CN12  CN8

ﬁ m
XP1lf| [XP2[BlxP3
Xty §xs2 'y XS3

YIG
EEV

ACB interface

Occupancy
PUMP 10NOFF | 1 sensor/ON-OF
 SWITCH | 1 | (Dry contact) ~_ (Voltage range: 0-24V AC/DC)

( Current range: 0-1A)

b |

1

S
i |
1
1
1
1
Lo

POWER IN

LEGEND

ACB — Auxiliary Control Board
ALARM — Warning Lamp

AUXH — Output For Auxiliary Heat

CS — Condensate Switch

CTON — Output for Cooling Operation
EEV — Electronic Expansion Valve
FAN — DC Indoor Fan

FM — Indoor Fan Motor

HTON — Output For Heating Operation
PUMP — Pump Motor

T1 — Room Temperature Sensor
T2A — Inlet Pipe Temperature Sensor
T2B — Outlet Pipe Temperature Sensor
XP1-4, — Connectors

XS1-4

XT1-2 — Terminal Block

Optional Component or Field Wiring
NOTE: Field wiring must use copper conductors only.

Fig. 22 — 40VMMO012-048 Typical Wiring Diagram

Step 6 — Position and Connect Controller —
Wired controllers should be instdled in a position that main-
tains good temperature control:

 Position the thermostat approximately 48 in. above floor
level.

e Do not position thermostat where it can be directly
affected by the unit’s discharge airstream.

» Avoid external walls and drafts from windows and doors.

» Avoid positioning near shelves and curtains as these
restrict air movement.

» Avoid heat sources such as direct sunlight, heaters, dim-
mer switches, and other electrical devices

* SeeFig. 23 for an example of communication wire con-
nection
CONTROL WIRING

1. Use copper core PV C insulated sheathed shielded twisted
cord.

2. For IDU (indoor unit) and ODU (outdoor unit) communi-
cation, use‘P, Q" terminals. Shielded core should be used
for ground.

ACB

15

To outdoor/indoor/MDC units
comm. bus

LEGEND
— Auxiliary Control Board

3. Wiring should be done according to wiring diagram.
4.  Communication wire must not form a closed loop.

BEIE

HA HB®

XT2

S

P
’."

i

To wired controller comm. bus

Fig. 23 — Communication Wire Connection



OPTION/EXTENSIONS OF COMMUNICATION WIR-
ING — To extend control wiring or make terminal connec-
tions, use the PQE connection wire supplied in the accessory
kit and follow the steps below.

1. Cut the connector on the outdoor unit side as shown in
Fig. 24 below.

Fig. 24 — Shearing Outdoor Connector

2. Strip asuitable length of the insulation layer as shown in
Fig. 25 below.

S
Fig. 25 — Stripping The Wire
3. Useasuitable screwdriver to fix the communication wire

on the outdoor unit communication termina as shown in
Fig. 26 below.

Fig. 26 — Connecting Communication Wire to
Outdoor Unit Communication Terminal

If communication wires are use to connect indoor units,

then find the corresponding port and plug it directly as shown
inFig. 27.

Fig. 27 — Connecting the Communication Wires

If for any reason it is not possible to buy communication
wires from Carrier, connect the indoor unit side of the commu-
nication wires using the connector provided with the accesso-
ries as shown in Fig. 28 below. See Fig. 29 and 30 for typica
communication wiring of the heat pump and heat recovery sys-
tems.

Failure to follow these procedures may result in persona
injury or damage to equipment.

NEVER CONNECT the main power source to the control
or communication termina block.

USE AN APPROPRIATE SCREWDRIVER for tighten-

ing the termina screws. Do not over tighten the terminal
crews.

IMPORTANT: Wiring for communication shall be2in. or
more apart from power source wiring to avoid electric
noise. (Do not insert control/communication and power
source wire in the same conduit.)

Pay attention to the polarity of the communication
wire.

pm— | E—

| By i —

Connector on indoor unit

1 et

Connector in accessory kit

& S

Communication cable
in field

Fig. 28 — Connecting the Communication Cable to Indoor Unit Using the Supplied Connector



outdoor unit

L1

To outdoor

—

To Sub MDC

L2

|

Main MDC unit

ToNo.1
indoor

—

No.N Sub MDC unit

To No.1
indoor

Maximum wiring length

L1+L2 < 3937 ft 16 AWG, 2-Core Stranded Shield

L3 <3937 ft 16 AWG, 2-Core Stranded Shield
L4 < 3937 ft 16 AWG, 2-Core Stranded Shield
L5 < 3937 ft 16 AWG, 2-Core Stranded Shield
L6+L7+L8+L9 < 820 ft 16-20 AWG, 2-Core Stranded Shield

L10+L11 < 820 ft 16-20 AWG, 2-Core Stranded Shield

{Centralized controller

NOTE: 24 v. DC Power
(Field Supplied)

Indoor unit 1#

Indoor unit 4#

NOTE: Power from IDU |

Indoor unit 5#

Indoor unit 6#

Fig. 29 — Typical Heat Recovery System Communication Wiring
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Touch screen
wired controller

L11




outdoor unit

—

=

iCentralized controller :

Touch screen

NOTE: 24 v. DG Power | ired controller

(Field Supplied) @

Maximum wiring length

L1+L3 < 3937 ft 16 AWG, 2-Core Stranded Shield
L5 < 3937 ft 16 AWG, 2-Core Stranded Shield

Indoor unit 4#

L3

wired controller

NOTE: Power from IDU =

L11

h
|
| Network Resistor I
|
|

Indoor unit 6#

L6+L7+L8+L9 < 820 ft 16-20 AWG, 2-Core Stranded Shield
L10+L11 < 820 ft 16-20 AWG, 2-Core Stranded Shield

NOTE: Network resistor is shipped with the outdoor unit for field installation on

heat pump systems.

Fig. 30 — Typical Heat Pump System Communication Wiring
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IMPORTANT: The system can connect 64 indoor units,
with different system addresses. If two indoor unitsin the
same system have identical addresses, abnorma operation
will occur.

ACB Interface — The ACB interface is a dry contact
board, it can output up to four signals controlling devices.
Please refer to Fig. 21, 22, and 31 for connecting the ACB in-
terface board and devices.

ACB interface
CN50

00000

MAX AMPS 1A
MAX VOLTAGE |24V
LEGEND
ACB  — Auxiliary Control Board

FAN — Output for fan Operation
CTON — Output for Cooling Operation
HTON — Output for Heating Operation
AUXH — Output for Auxiliary Heat

Fig. 31 — ACB Interface

START-UP

Pre-Start Check — Once indalation is complete, make
the following pre-start checks:

1. All indoor and outdoor units are properly installed.
2. All piping and insulation is complete.

3. All dectrica connections (both power and control) are
properly terminated.

4. All condensate drains are installed correctly.
5. The power supply is of the right voltage and frequency.

6. The units are properly grounded in accordance with cur-
rent electrical codes.

7. Suction and liquid line service valves are in open posi-
tion.
Drain Pump and Drainage Test — Follow these
stepsto perform the test:

1. Removethetest cover by rotating it counter-clockwise as
shownin Fig. 32.
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Test Cover
Fig. 32 — Test Cover

2. Using apiece of tubing or pipe, fill the drain pump reser-
voir with 70 oz. of water. See Fig. 33 below.

Tube/Pipe

Fig. 33 — Tube/Pipe Insert

3. Turnthe unit ON in cooling mode. The pump comes on.
Watch the end of the drain pipe for any water. It may take
sometime for thewater to travel, depending on the length
of the drain pipe.

4. Duringthistest, check any bends or joints for leakage.

System Operation Check — Once the ingtallation
and pre-gtart checks are completed, follow these steps:

1. Using remote controller, select cooling or heating mode
to check the operation of the system.

2. While the system isin operation, check the following on
indoor unit:

a Switchesor buttonson the remote controller areeasy to
push.

b. Indicator light is showing normal operation and no er-
ror isindicated.

¢. Swing mode of air louversisworking (if applicable to
unit).

d. Drain pump operation is normal (if applicable).
e. No abnormal vibration or noiseis noticed.



3. While the system is in operation, check the following on
outdoor unit:

a. No abnormal vibration or noiseis noticed.

b. Condenser fan isin operation.

¢. Indicator light is showing normal operation and no er-
ror isindicated.

NOTE: If the unit is turned off or restarted, there is a time
delay of 3 minutesfor the compressor to start from the time the
power isrestored.

MAINTENANCE

When servicing or repairing this unit, use only factory-
approved service replacement parts. Refer to the rating
plate on the unit for complete unit model number, serid
number and company address. Any substitution of parts or
controls not approved by the factory will be at the owner’'s
risk and may result in equipment damage.

To avoid equipment damage, do not attempt to reuse any
mechanical or eectrica controllers that have been wet.
Replace defective contraller.

EVERY 3MONTHS:

» Check the air filter condition. Clean or replace if neces-
sary.

EVERY 6 MONTHS — Follow 3-month maintenance sched-

ule. Inaddition:

 Clean condensate tray with suitable cleaning agent.

» Clean thegrille and panel if applicable.

EVERY 12 MONTHS — Follow 6-month maintenance
schedule. In addition:

» Besureall electrical connections are secure.
» Check condensate pump operation if applicable.

» Check the heating and cooling action to confirm proper
operation.

INDOOR UNIT ADDRESSING

For proper system operation each indoor unit must have a
unigue address set from 0 to 63. When setting an address by re-
mote controller the outdoor units, indoor units, and MDC must
be powered on. If “FE” is displayed on the LED screen or dis-
play board this unit has no address. After setting all indoor
units’ addresses, turn off the power supply to al indoor unitsto
clear errors.

Indoor units' addressing can be distributed automatically in
the heat pump system. When dip switch “S6” on the outdoor
unitsmain PCB board is set to 00 (default set in factory) indoor
unit's are set for auto-addressing. When powering on for the
first time it takes 6 minutes or more to finish auto-addressing
each indoor unit. The heat recovery system cannot accomplish
thisfunction at thistime.

Wireless Remote Controller (40VM900001)
(included with the outdoor unit) — Indoor unit ad-
dressing can be performed using the wireless remote controller.
When using the wireless controller, the user must maintain a
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line of sight with the receiver on the indoor unit. See Fig. 34 for
adescription of the buttons on the wireless remote.

1 - MODE SETTING 2 — FAN SPEED SETTING
p 4 — ADJUST UP
_ MODE T FAN
8~ ADJUSTDOWN 6 — AIR DIRECTION

5 — ON/OFF

9 — CLOCK SETTING
o
7 - AIR VERT. SWING — "] %2 ) , |10 -TIMER ON

11 -TIMER OFF

8- AIR HORIZ. SWING — || 5 o Todt

=
12 - RESET—|

13- LOCK
14 — OK (CONFIRM)

15 — COOL/HEAT

~
Fig. 34 — Wireless Remote Controller
(40VM900001)

Use atool to pressand hold the LOCK button for at least 10
seconds, then press (U] to activate. Click (a) or (v) to select an
address and press @ to send the setting.

To display an indoor unit address, use a tool to press and

hold the LOCK button for at least 10 seconds, and press [z to
query the addresses.

Non-Programmable Controller (40VM900002)
— When setting an address, connect only one wired control-
ler to an indoor unit.

Press ROOM TEMP and SWING smultaneoudly for 3
seconds. If there is no address for this indoor unit, the display
shows FE# 00 (see Fig. 35). Otherwise, the display shows the
current address of the indoor unit.

( A

& A O
MODE TEMP. UP ON/OFF
| ‘ g ! |J vy ’ I
\ _ROOMTEMP. | TIMER \ Swine )
\ FAN TEMP. DOWN )

Fig. 35 — Non-Programmable Controller
(40VM900002) IDU Addressing Menu



Click TEMP. UP or TEMP. DOWN to change 00 to the
desired address as shown in Fig. 36. Then press OK to confirm
and exit the setting interface.

4 N\

I'd
! [
@ 1 A | O
MODE \ T_EMEUP_' ON/OFF
\ = Sl 2
ROOM TEMP. TIMER SWING
, == -
o T 4 OK
FAN TEMP. DOWN
- verete J

Fig. 36 — Non-Programmable Controller
(40VM900002) Setting IDU Address

Programmable Controller (40VM900003) —
When setting an address, connect only one wired controller to
an indoor unit.
1. Press FAN and BACK simultaneoudly for 5 seconds to
access parameter settings as shownin Fig. 37.

G A\

SERVICE 3/3

DRY CONTACT
IDU ADDRESSING

POWER DOWN MEMORY

a
g A O
MODE TEMP. UP ON/OFF
MENU
< EN >
= -l - - -|
v D

TEMP. DOWN BACK I

Fig. 37 — Programmable Controller
(40VM900003) IDU Addressing Menu
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2. PressTEMP. UP or TEMP. DOWN to move the cursor
and choose IDU ADDRESSING, then M ENU/OK to ac-
cess this setting.

3. Press TEMP. UP or TEMP. DOWN to choose the ad-
dress you want to set, see Fig. 38. Press MENU/OK to
send this address to the IDU.

Iz A\
SERVICE-
IDU ADDRESSING
=
a
1 T T T |
@ 1 A 1 O
MODE TEMP. UP ON/OFF
\_ _ _ _l
MENU
4 oK >
( =T T T
S v D
FAN TEMP. DOWN ’ BACK
- o - - - )

Fig. 38 — Programmable Controller
(40VM900003) Setting IDU Address

4. Press BACK twice or wait 30 sec. to automatically exit
the parameter settings menu.

TROUBLESHOOTING

Figure 39 shows the LED display panel on the indoor unit.
See Table 5 for a summary of display indicators. Table 6 lists
problems, possible causes, and possible solutions.



() o ooo

MANUAL OPERATION TIMER DEF/FAN ALARM

Fig. 39 — LED Display Panel

Table 5 — LED Display Indicators

ERROR CODE LED DISPLAY MODE/STATUS
Operation Light ON Starting
None Shutdown
Operation Light Flashing Standby
Timer Light ON Timing ON
[NO ERROR] Timer Light OFF Timing OFF
Operation and Defrost / Fan Light ON System Defrost ON
Operation and Defrost / Fan Light OFF System Defrost OFF
Operation Light ON Only fan
dd None Heating / Cooling Mode Conflict
E1 None Communication Error Between Indoor and Outdoor Unit
E2 None Check Indoor Ambient Temperature Sensor (T1)
E4 None Check Evaporator Temperature Sensor (T2B)
E5 None Check Evaporator Outlet Temperature Sensor (T2A)
E6 None Check DC Fan Motor
E7 None EEPROM Error (Data Storage)
E9 None Communication Error Between Indoor Unit and Controller
uu None MDC Error In Auto System-Check Mode
Eb None EEV Error
Ed None Qutdoor Unit Error
EE None Condensate Error
FE None No Address When Power ON For First Time
LEGEND
EEPROM — Electronically Erasable Programmable Read-only Memory
EEV — Electronic Expansion Valve
MDC — Multiport Distribution Controller
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Table 6 — Troubleshooting

ERROR DESCRIPTION POSSIBLE CAUSES POSSIBLE SOLUTIONS
System is in cooling or fan only mode and [ All units should be in cooling mode for system to
heating signal is received from a unit on the | stay in cooling mode.
DD Heating / Cooling Mode Conflict system.
System is in heating mode and cooling sig- [ All units should be in heating mode.
nal is received from a unit in the system.
Signal wires are short-circuited or Check or reconnect signal wire.
c ication Error Bet disconnected.
E1 ommunication Error Setween Signal wire close to electromagnetic Distance signal wires from electromagnetic
Indoor & Outdoor Unit Source. source.
PC board fault. Replace PC board.
Loose connection at port on PC board. Tighten the connection at port on PC board.
E2. E4 Sensor is short-circuited. Using multi-meter, measure resistance of the
E5 Check Temperature Sensor sensor. If the resistance is < 100 ohms, change
the sensor.
PC board fault. Replace PC board.
Operating beyond limits. Check and correct external static pressure on the
unit.
E6 DC Fan Motor DC motor fault. Replace DC motor.
PC board fault. Replace PC board.
E7 EEPROM Error (Data Storage) Chip or PC board fault. Replace PC board.
Signal wires are short-circuited or discon- [ Check or reconnect signal wires.
nected.
Communication Error Between - - - - - - -
E9 : Signal wires close to electromagnetic Distance signal wires from electromagnetic
Indoor Unit and Controller source. source.
PC board fault. Replace PC board.
EEV wires are short-circuited or discon- Replace EEV wires.
nected.
EB EEV Error EEV stop. Replace EEV.
PC board fault. Replace PC board.
ED Outdoor Unit Error Outdoor unit fault. Refer to outdoor unit troubleshooting guide.
Loose connection or disconnected. Tighten the connection or reconnect at port on
PC board.
Water level float is stuck. Inspect the slope.
EE Condensate Error Trap slope is too steep. Adjust the trap slope.
Drain pipe is too long. Adjust the length of drain pipe.
Drain pump faulty. Replace the drain pump.
Run automatic addressing option at the outdoor
FE No Address When Power ON for first Indoor unit without address. unit - -
time Use remote wireless or wired controller to read-
dress indoor unit.
uu MDC Auto System-Check Mode MDC fault Refer to MDC troubleshooting guide.
LEGEND Replacement Parts — Quote the unit model number
EEV — Electronic Expansion Valve and unit serid number when ordering replacement parts or
EEPROM — ﬁggg’r;'ca"y Erasable Programmable Read-only contacting the factory about the unit. This information can be
MDC  — Multiport Distribution Controlier found on the serial plate attached to the unit. See Fig. 40.
PC — Process Controller
CONFORMS TO UL STD 1995
CERTIFIED TO CSA STD. 5
C22. 2 No. 236 [+ elb ug
ELECTRIC CHARACTERISTICS ARE -
ONLY FOR INDOOR UNIT. Intertek
3124627
MEDIUM STATIC DUCT UNIT
MODEL 40VMMO07---3
POWER SUPPLY 208/230V-1Ph-60Hz
MINIMUM CIRCUIT AMPACITY | 1.25 A
MAX FUSE OR HACR BREAKER | 15 A
FANMOTOR [ TtA 1A
OUTPUT 100W (1/6HP)
REFRIGERANT R410A
DESIGN HIGH 580 PSIG
PRESSURE LOW 320 PSIG
SERIAL NO. ‘ H ” ” | ‘ ||‘|“ “HH
1716V00001
Carrier Corporation

Fig. 40 — Unit Serial Plate (Example)
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APPENDIX A — DIP SWITCH SETTINGS

There are 2 DIP switches on the main board. Figures A and
B show the settings for each parameter controlled by a switch.

Switches are shown in the default settings.

o u\unu
(1]234

POSITION 1 — START-UP

OFF — Auto Addressing Mode (Default)
ON — Factory Test Mode

LA
1]2]3 4

POSITION 2 — MODE

OFF — Normal Mode (default)
ON — Factory Self-Checking Mode
. DDDD
OFF
12 3 4

POSITION 3 — NOT USED

o unu\u\

1234

POSITION 4 — INDOOR UNIT IDENTIFICATION

OFF — Standard Indoor Unit (Default)
ON — Mode Priority Indoor Unit (HP only)
(IDU address must be 63)

Fig. A— SW1 Settings

© Carrier Corporation 2016

ON u u
OFF
POSITION 1, 2 — NOT USED

Fig. B — SW8 Settings

Terminal J1 is located on the main control board. When J1
jumper is not in place, the Auto Restart function is enabled.
When J1 jumper isin place, the Auto Restart function will be
disabled. The default setting for J1 iswithout jumper in place.

Manufacturer reserves the right to discontinue, or change at any time, specifications or designs without notice and without incurring obligations.
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