CRDISKIT001A00

VFD Remote Keypad Kit

Installation Instructions

SAFETY CONSIDERATIONS

Improper installation, adjustment, alteration, service,
maintenance, or use can cause explosion, fire, electrical
shock or other conditions which may cause personal
injury or property damage. Consult a qualified installer,
service agency, or your distributor or branch for
information or assistance. The qualified installer or
agency must use factory-authorized kits or accessories
when modifying this product. Refer to the individual
instructions packaged with the kits or accessories when
installing.

Follow all safety codes. Wear safety glasses and work
gloves. Use quenching cloths for brazing operations and
have a fire extinguisher available. Read these instructions
thoroughly and follow all warnings or cautions attached to
the unit. Consult local building codes and appropriate
national electrical codes (in USA, ANSI/NFPA70,
National Electrical Code (NEC); in Canada, CSA C22.1)
for special requirements.

It is important to recognize safety information. This is the

safety-alert symbol & . When you see this symbol on the
unit and in instructions or manuals, be alert to the
potential for personal injury.

Understand the signal words DANGER, WARNING,
CAUTION, and NOTE. These words are used with the
safety-alert symbol.

DANGER identifies the most serious hazards which will
result in severe personal injury or death. WARNING

signifies hazards which could result in personal injury or
death.

CAUTION is used to identify unsafe practices, which
may result in minor personal injury or product and
property damage.

NOTE is used to highlight suggestions which will result in
enhanced installation, reliability, or operation.

A WARNING

ELECTRICAL SHOCK HAZARD

Failure to follow this warning could cause personal injury or
death.

Before performing service or maintenance operations on unit,
always turn off main power switch to unit and install lock(s)
and lockout tag(s). Unit may have more than one power
switch. Ensure electrical service to rooftop unit agrees with
voltage an amperage listed on the unit rating plate.

A CAUTION

CUT HAZARD

Failure to follow this caution may result in personal injury.

Sheet metal parts may have sharp edges or burrs. Use care and
wear appropriate protective clothing, safety glasses and gloves
when handling parts and servicing air conditioning equipment.

Table 1 — Package Contents

COMPONENT NAME COMPONENT NUMBER QTY
Label Bar Code 38AK500932
Cable Cat5 Data 6’ 48TM504482
Key Pad VFD Hand Held 50TM501767

Instructions VFD Display

IIK—CRDISKIT01-02
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Foam .250 THK LF0301112.0W
Carton, Shpng 8.75 X 6.75 X 3.75 LF04AA042
Bag, Polthn 5” X 8” LF19MZ030
Tape LF31842.00W 2LnFt
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Table 2 — 48TC Min Design CFM / Min VFD Hz

558J* Min Design CFM / Min VFD Hz

Model - Size Minimum Design CFM VED Minimum Hz Model - Size Minimum Design CFM VED Minimum Hz
(Fan at High Speed) (Low Speed) (Fan at High Speed) (Low Speed)
48TC 08 2250 40 558J*08 2250 40
48TC 09 2790 40 558J*09 2790 40
48TC 12 3210 40 558J*12 3210 40
48TC 14 3945 40 558J*14 3945 40
48TC 16 5440 40 558J*16 5440 40
48TC 17 4800 40 558J*17 4800 40
48TC 20 5175 40 558J%20 5175 40
48TC 24 6050 40 558J%24 6050 40
48TC 28 7890 40 558J%28 7890 40
48TC 30 8250 40 558J*30 8250 40
580J* Min Design CFM/Min VFD Hz RAS Min Design CFM/Min VFD Hz
. Minimum Design CFM VED Minimum Hz . Minimum Design CFM (Fan | VFD Minimum Hz
Model - Size (Fan at High Speed) (Low Speed) Model - Size at High Speed) (Low Speed)
580J*08 2250 40 RAS090 2250 40
580J*09 2790 40 RAS120 3210 40
580J*12 3210 40 RAS150 3945 40
580J*14 3945 40 RAS180 4800 40
580J*16 5440 40 RAS210/213 5175 40
580J*17 4800 40 RAS240/243 6050 40
580J*20 5175 40 RAS300/303 7890 40
580J%24 6050 40
>80J728 7890 40 Table 4 — 50TCQ Min Design CFM / Min VFD Hz
gl
80J*30 8250 40
5804 > Model - Size Minimum Design CFM VED Minimum Hz
(Fan at High Speed) (Low Speed)
. Minimum Design CFM (Fan | VFD Minimum Hz 50TCQ 09 2790 40
Model - Size .
at High Speed) (Low Speed) 50TCO 12 2925 20
RGS0%0 2250 40 50TCQ 14 4000 40
RGS120 3210 40 50TCQ 17 4845 40
RGS150 3945 40 S0TCQ 24 6535 40
RGS180 4800 40
RGS210213 5175 20 548J* Min Design CFM / Min VFD Hz
RGS240/243 6050 40 Model - Size Minimum Design CFM | VFD Minimum Hz
(Fan at High Speed) (Low Speed)
RGS300/303 7890 40
548J*08 2250 40
. . . 548J*09 2790 40
Table 3 — 50TC Min Design CFM / Min VFD Hz 548112 2025 20
Model - Size Minimum l?esign CFM VED Minimum Hz 548]*14 4000 40
(Fan at High Speed) (Low Speed)
548J*17 4845 40
50TC 08 2250 40
548J%24 6535 40
50TC 09 2790 40
50TC 12 3210 40 RHS Min Design CFM/Min VFD Hz
50TC 14 3945 40 . Minimum Design CFM (Fan | VFD Minimum Hz
Model - Size .
50TC 16 5440 40 at High Speed) (Low Speed)
50TC 17 4800 40 RHS0%0 2250 40
50TC 20 5175 40 RHS102 2790 40
50TC 24 6050 40 RHS120 2925 40
50TC 28 7890 40 RHSIS0 4000 40
S0TC 30 3250 20 RHS181/183 4845 40
RHS240/243 6535 40




Table 5 — 48HC Min Design CFM / Min VFD Hz

551J* Min Design CFM / Min VFD Hz

Model - Size Minimum l?esign CFM VED Minimum Hz Model - Size Minimum l?esign CFM VED Minimum Hz
(Fan at High Speed) (Low Speed) (Fan at High Speed) (Low Speed)
48HC 08 2250 40 551J*08 2250 40
48HC 09 2425 40 551J*09 2425 40
48HC 11 3000 40 551)*11 3000 40
48HC 12 3240 40 551)*12 3240 40
48HC 14 4110 40 551J*14 4110 40
48HC 17 4900 40 551*17 4900 40
48HC 20 5690 40 551J*20 5690 40
48HC 24 7375 40 551)*24 7375 40
48HC 28 7940 40 551J*28 7940 40

581J* Min Design CFM / Min VFD Hz

RAH Min Design CFM/Min VFD Hz

Model - Size Minimum l?esign CFM VED Minimum Hz Model - Size Minimum l?esign CFM (Fan | VFD Minimum Hz

(Fan at High Speed) (Low Speed) at High Speed) (Low Speed)
581J*08 2250 40 RAH090 2250 40
581J*09 2425 40 RAH110 3000 40
581J*11 3000 40 RAH120 3240 40
581J*12 3240 40 RAH150 4110 40
581J*14 4110 40 RAH181/183 4900 40
581J*17 4900 40 RAH210/213 5690 40
581J*20 5690 40 RAH 240/243 7375 40
581J*24 7375 40 RAH300/303 7940 40
581J*28 7940 40

RGH Min Design CFM/Min VFD Hz

Table 7 — S0HCQ Min Design CFM / Min VFD Hz

Minimum Design CFM (Fan

VFD Minimum Hz

Model - Size Minimum l?esign CFM VED Minimum Hz
(Fan at High Speed) (Low Speed)
S0HCQ 08 2250 40
S0HCQ 09 2820 40
50HCQ 12 2975 40

549J* Min Design CFM / Min VFD Hz

Model - Size at High Speed) (Low Speed)
RGHO090 2250 40
RGH110 3000 40
RGH120 3240 40
RGH150 4110 40

RGH181/183 4900 40

RGH210/213 5690 40

RGH240/243 7375 40

RGH300/303 7940 40

Table 6 — SOHC Min Design CFM / Min VFD Hz

Model - Size Minimum l?esign CFM VED Minimum Hz
(Fan at High Speed) (Low Speed)
549J*08 2250 40
5491*09 2820 40
549J*12 2975 40

RHH Min Design CFM/Min VFD Hz

Model - Size Minimum l?esign CFM (Fan | VFD Minimum Hz
at High Speed) (Low Speed)
RHH090 2250 40
RHH102 2820 40
RHH120 2975 40

Model - Size Minimum l?esign CFM VED Minimum Hz
(Fan at High Speed) (Low Speed)
S0HC 08 2250 40
S0HC 09 2425 40
S0HC 11 3000 40
S0HC 12 3240 40
5S0HC 14 4110 40
S0HC 17 4900 40
S0HC 20 5690 40
S0HC 24 7375 40
S0HC 28 7940 40
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Table 8 —- 40RUA/RUS Min Design CFM / Min VFD Hz

Table 9 — 40RUQ Min Design CFM / Min VFD Hz

Model - Size Minimum l?esign CFM VFD Minimum Hz Model - Size Minimum l?esign CFM VFD Minimum Hz
(Fan at High Speed) (Low Speed) (Fan at High Speed) (Low Speed)
40RUA/RUS 12 3380 40 40RUQ 12 3380 40
40RUA/RUS 14 4225 40 40RUQ 16 4500 40
40RUA/RUS 16 4500 40 40RUQ 25 6000 40
40RUA/RUS 25 6000 40
40RUA/RUS 28 8430 40 524J***H Min Design CFM / Min VFD Hz
40RUA/RUS 30 10140 40 Model - Size Minimum l?esign CFM VFD Minimum Hz
(Fan at High Speed) (Low Speed)
524J***A Min Design CFM / Min VFD Hz 524)%12H 3380 40
Model - Size Minimum l?esign CFM | VFD Minimum Hz 524J*16H 4500 40
(Fan at High Speed) (Low Speed) 524]%25H 6000 40
524J*12A 3380 40
524T%14A 4205 40 FHS Min Design CFM/Min VFD Hz
524J*16A 4500 40 Model - Size Minimum ]?esign CFM (Fan | VFD Minimum Hz
524]%25A 6000 40 at High Speed) (Low Speed)
5243*28A 8450 40 FHS150 3380 40
5243*30A 10140 40 FHS180 4500 40
FHS240 6000 40

FAS Min Design CFM/Min VFD Hz

Model - Size Minimum ]?esign CFM (Fan | VFD Minimum Hz
at High Speed) (Low Speed)
FAS120 3380 40
FAS150 4225 40
FAS180 4500 40
FAS240 6000 40
FAS300 8450 40
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Variable

Frequency

Drive (VFD)

C11528

48/50TC 08-12, 50TCQ 08-09, 48/50HC 08-09 and S0HCQ 08

580J/558J*08-12, 548J%08-09, 581J/551J*08-09 and 549J*08

RAH090, RGH090, RGS/RAS090, RGS/RAS120, RHH090, RHS090, RHS102

Fig. 1 - VFD Location for the following units:

Variable

Frequency

Drive (VFD)

C11529

Fig. 2 - VFD Location for the following units: 48/50TC 14, 50TCQ 12, 48/50HC 11, 48/50HC 12 and S0HCQ 09

581J/551J*11, 581J/551J*%12 and 549J*%09

9

580J/558J*14, 548J*12

RGS/RAS150, RHH102, RHS120 and RGH/RH1100, RGH/RAH110, RGH/RAH120
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’ Variable I
Frequency =
Drive (VFD)

Fig. 3 - VFD Location for the following units: 48/50TC 16, 50TCQ 14, 48/50HC 14 and 50HCQ 12
580J/558J*16, 548)J*14, 581J/551J*14 and 549J12
RHS150, RGH/RAH150 and RHH120

Variable
Frequency
Drive (VFD)

Fig. 4 - VFD Location for the following units: 48/50TC 17-30, 50TCQ 17-24 and 48/50HC 17-28
580J/558j*%17-30, 548)J*17-24 and 581J/551J*17-28
RGS/RAS181-303, RHS181-243 and RGH/RAH181-303
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RITHR

C11532

Fig. 5 - VFD Location for the following units: 40RUA/RUS/RUQ 12

524J*%12A and 524J*12H

FAS/FHS120
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Fig. 6 - VFD Location for the following units: 40RUA/RUS 14-25, 40RUQ 16-25
524J*14A-524J*25A and 524J*16H-524]-25H
FAS150-240, FHS180-240

C11533
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Operating Fan for Test & Balance

During the Test and Balance procedure, it is necessary to ARI PRESSURE LOCATIONS
operate the supply fan in High Speed without concurrent IN IN MM MM
operation of the Cooling or Heating systems. Use the Supply | Return | Supply | Return
following procedure to force the fan speed to High. MODEL | SIZES Air Air Air Air
[A] [B] [A] [B]
04-06 32 10 830 260
07-12 435 12 1100 310
581J/551)
14 64.5 14 1640 350
17-28 83 19 2110 490
04-07 32 10 830 260
08-14 435 12 1100 310
580J/558,
V/558] 16 64.5 14 1640 350
J\[ 17-30 83 19 2110 490
- ‘% %‘ \ 04-06 32 10 1100 310
PPLY RETURN
v SuRR N §L 5493 07-09 435 12 1100 310
%’ 5 \\\\‘ 12 44.5 13 1130 330
o |: 04-07 32 10 830 260
\ 08-12 435 12 1100 310
o /\/» 548J
14 44.5 14 1130 350
17-24 83 19 2110 490
Y
A
. . ) ) c12013 ARI PRESSURE LOCATIONS
Fig. 8 - Measuring External Static Pressure — Distance Below
. IN IN MM MM
Unit Base
Supply Return Supply Return
MODEL | SIZES | pjr Air Air Air
ARI PRESSURE LOCATIONS
[A] [B] [A] [B]
IN IN MM MM
Suon] Ret Suon] Ret 090-120 435 12 1100 310
upply eturn upply eturn
MODEL | SIZES | ~ A Air Air Air RGH/ 150 64.5 14 1640 350
Al [B] Al [B] 181-303 | 83 19 2110 490
04-06 32 10 830 260 RGS/ 090-140 | 435 12 1100 310
1 Y o 100 310 RAS 181-303 | 83 19 2110 490
48/50HC
/ 4 645 4 1640 350 RHE 090-102 | 435 12 1100 310
17-28 83 19 2110 490 120 44.5 13 1130 330
04-07 0 10 330 260 090-120 | 435 12 1100 310
08-14 435 2 1100 310 RHS 150 44.5 14 1130 350
48/50TC
/ 16 645 14 1640 350 181-243 | 83 19 2110 490
17-30 83 19 2110 490 .
Unit with Accessory VFD Keypad:
04-06 32 10 1100 310 .
1. Set the space thermostat to SYSTEM OFF and FAN in
50HCQ | 07-09 435 12 1100 310 AUTO.
12 44.5 13 1130 330 2. Disconnect unit power. Lock-out/tag out.
04-07 32 10 830 260 3. Open the fan access panel (see Fig. 1 through 7 for your
08-12 435 12 1100 310 specific unit).
S0TCQ 14 445 14 1130 350 4. Locate pressure ports or pitot tubes in the return duct and
supply duct to measure external static pressure. See Fig. 8
17-24 83 19 2110 490 . .
for typical locations.

5. Restore unit power.
6. Set the space thermostat to FAN CONT.

7. At the VFD keypad, tap the UP arrow button to increase the
motor speed until 60.0 is displayed on the display screen.

8. Check the motor speed with stroboscope or similar tool.
Motor shaft speed must be in 1725-1760 RPM (28.8-29.3
1/s) range for High Speed.

9. Replace the fan access panel.
10. Perform Test & Balance procedure.
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11. Adjust the supply fan speed according to base unit
instructions to deliver the project selection CFM value.
Ensure the selection CFM value is not lower that the
“Minimum Design CFM” for this unit-size as found in
Tables 2 through 9 on page 2.

To restore the unit to ready-to-start condition, tap the
keypad’s DOWN arrow button to reduce motor speed until

the 40.0 is displayed on the display screen. Disconnect the
unit power and lock-out/tag-out, set the space thermostat to
FAN AUTO. Remove the test pressure ports from the
external duct locations. Restore unit power.

TERMINAL X1
sl -l 23|22 |z|a|2]z
312|656 I | Z = | a|a]|a
< + 8
@ @ @ 10) | (11) | G2) | 13) | Ga) | (15) | (16

PNK

YEL WHT

C12006

Fig. 9 - VFD Wiring

APPENDIX - REMOTE VFD KEYPAD REFERENCE

NOTE: This Appendix only applies when a unit with the
factory-installed SAV option is equipped with the filed-installed
Remote VFD Keypad (Part Number: CRDISKKIT001A0Q0).

On 48/50 single package rooftop units and 40RU fan coils
equipped with the SAV option, the supply fan speed is
controlled by a 3-phase VFD. See Fig. 1 through 4 for the
location of the VFD in 48/50 units.

The VFD is powered during normal operation to prevent
condensation from forming on the boards during the off
mode and is stopped by driving the speed to 0. The units
use ABB VFDs. The interface wiring for the VFDs is shown
in the Fig. 9. Terminal designations are shown in the
Terminal Designation table. Configurations are shown in the
VED Configurations table.

VFD Operation with Remote Keypad

The VFD keypad is shown in Fig. 10. The function of SOFT
KEYS 1 and 2 change depending on what is displayed on
the screen. The function of SOFT KEY 1 matches the word
in the lower left-hand box on the display screen. The
function of SOFT KEY 2 matches the word in the lower
right-hand box on the display screen. If the box is empty,
then the SOFT KEY does not have a function on that
specific screen. The UP and DOWN keys are used to
navigate through the menus. The OFF key is used to turn off
the VFD. The AUTO key is used to change control of the
drive to automatic control. The HAND key is used to change
control of the drive to local (hand held) control. The HELP
button is used to access the help screens.

For the VFD to operate on the units covered by this
document, the drive must be set in AUTO mode. The word
“AUTO” will appear in the upper left hand corner of the
VED display. Press the AUTO button to set the drive in
AUTO mode.

STATUS/
LED |
(GREEN WHEN
NORMAL, IF FLASHING
RED, SEE
DIAGNOSTICS.) uP
SOFT |
KEY 1 | SOFT
| || : KEY 2
DOWN \/
r oy -
HELP

AUTO
OFF
HAND

C08675
Fig. 10 - VFD Keypad

Start Up with Assistant

Initial start-up has been performed at the factory. Use of the
start up assistant will override factory VFD configurations.
DO NOT USE THE START-UP ASSISTANCE ON THIS
SAV APPLICAITON!

11
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Start Up by Changing Parameters Individually

Initial start-up is performed at the factory. To start up the
VED with by changing individual parameters, perform the
following procedure:

1. Select MENU (SOFT KEY 2). The Main menu will be
displayed.
2. Use the UP or DOWN keys to highlight PARAMETERS
on the display screen and press ENTER (SOFT KEY 2).
3. Use the UP or DOWN keys to highlight the desired
parameter group and press SEL (SOFT KEY 2).
4. Use the UP or DOWN keys to highlight the desired
parameter and press EDIT (SOFT KEY 2).
5. Use the UP or DOWN keys to change the value of the
parameter.
6. Press SAVE (SOFT KEY 2) to store the modified value.
Press CANCEL (SOFT KEY 1) to keep the previous value.
Any modifications that are not saved will not be changed.
7. Choose another parameter or press EXIT (SOFT KEY 1) to
return to the listing of parameter groups. Continue until all
the parameters have been configured and then press EXIT
(SOFT KEY 1) to return to the main menu.
NOTE: The current parameter value appears above the highlight
parameter. To view the default parameter value, press the UP and
DOWN keys simultaneously. To restore the default factory settings,
select the application macro “HVAC Default.”

VFD Modes

The VFD has several different modes for configuring,
operating, and diagnosing the VFD. The modes are:

1. Standard Display mode — shows drive status information
and operates the drive

2. Parameters mode — edits parameter values individually

3. Start-up Assistant mode — guides the start up and
configuration

4. Changed Parameters mode — shows all changed parameters

5. Drive Parameter Backup mode — stores or uploads the
parameters

6. Clock Set mode — sets the time and date for the drive
7. 1/O Settings mode — checks and edits the I/O settings

12



1piSIado

we:

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 9 \r_‘qm_w\ﬁ ZH09 ZH09 ZHOY €c1a €S scLl ZH09 149 SLS 9LS4A09AH ASLS dH €' 9-LVZ0-0N-0SSHOV T9EVMOENH
we:

s0¢ S0¢ PSI0N | dwey omy ZHYY ZH09 ZHO SL h m_ww ZH09 ZH09 ZHOY £€71d Y OvLL ZH09 $9 09t 8S93409aH A09% dH €S C-SVL0-0N-0SSHOV 8SEVMOENH
wre:

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO (U \r_w_n__“ﬂ ZH09 ZH09 ZHOY €c1a €S OvLT ZH09 €1 0€T 8S9MJ09aH AOETdH €S 9-0V60-0N-0SSHOV PSEVMOEINH
wie

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 8y Fu.%% ZH09 ZH09 ZHOY €c1a Le scLl ZH09 (44 SLS LLSAA8SAH ASLSdH L' 9-1v90-0N-0SSHOV L9EVMOENH
e

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO ¥'9 \Nm_M~ ZH09 ZH09 ZHOY €1a Le scLl ZH09 9¢ 09t 959d409dH A09Y dH L€ 9-6V€0-0N-0SSHOV LSEVMOENH
wie

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 6Tl Fu.%% ZH09 ZH09 ZHOY €1a Le scLl ZH09 [ 0€T 959d409dH AOETdH L' -VZ10-00-0SSHOV ESEVMOLIH
wie

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO Y Ra hMH ZH09 ZH09 ZHOY £€71a 6T ScLT ZH09 9Y 091 ¥S9d48SAH A09% dH 6'C ¥-8V80-0N-0SSHOV 9SEVMOENH
wie

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 901 11 n_ﬁw_ ZH09 ZH09 ZHOY £€71a 6T ScLT ZH09 6 0€C ¥S9d48SAH AOECAH 6C ¥-6V90-0N-0SSHOV TSEVMOENH
wre

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 6'¢ 11 m_MH ZH09 ZH09 ZHOY £€71a ¥ ScLT ZH09 ve SLS LLSAA9SAH ASLS dH ¥'C ¥-6V90-0N-0SSHOV 09EVMOENH
wie

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 9Y 11 n_ﬁw_ ZH09 ZH09 ZHOY £€71a ¥ ScLT ZH09 4 09t €59d449SAH A09% dH ¥'C ¥-6V90-0N-0SSHOV 9SEVMOENH
wre

s0¢ S0¢ PSIN | dwrey omy ZHAY ZH09 ZHO 1’6 Ra m_MH ZH09 ZH09 ZHOY £€71a ¥ ScLT ZH09 6L 0€C €S9d449SAH | AO€TdH VT T-V¥20-0N-0SSHOV TSEVMOENH
wre

s0¢ S0¢ PSI1ON | duey omy ZHAY ZH09 ZHO 9¢ \HE_MA ZH09 ZH09 ZHOY €71d LT ScLl ZH09 e SLS 6LS¥A9SAH ASLSdH L'T T-VL10-0N-0SSHOV 99EVMOENH
wre

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO %3 Ra m_MH ZH09 ZH09 ZHOY £€71a L1 ScLT ZH09 6T 091 €9PYI9SAH | A09% dH L'T T-VT10-0N-0SSHOV 9SEVMOENH
wre

s0¢ S0¢ PSI1ON | duey ony ZHAY ZH09 ZHO L9 Ra m_wﬂ ZH09 ZH09 ZHOY €71d LT ScLl ZH09 8¢ 0€C €ECYA9SAH AOETAH L'T C-VZ10-0N-0SSHOV P9EVMOENH

@ | @ | 19 | @0 | a0 | 0w | w0 | e | oo | €D | ko | ©zo | @z | o) | 6oso | G060 | B9 | 0066 | (oo soquing
9d Phetel [ERET wy wy baig baxg baig sdury €ImMO € paadg 7 paadg 1 paadg oS paadg dH NdA woN sdury a3ejion *ON Med uondrsaq Jdquny e ggv eg
/1990y doyg 1R | YINMS XeJ\ urpy XeJ\ Kepy U0 U0 U0 Jsu0) uoN woN ooy | MON

60-80 ODHOS PUE T[-80 DHOS/SF ‘TI-80 ODLOS ‘PT-80 DLOS/SY
— s1aowereg (AA MU LIS - 0T AqBL

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

13




we:

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 9 \r_‘qm_w\ﬁ ZH09 ZH09 ZHOY €c1a €S scLl ZH09 149 SLS 9LS4A09AH ASLS dH €' 9-LVZ0-0N-0SSHOV T9EVMOENH
we:

s0¢ S0¢ PSI0N | dwey omy ZHYY ZH09 ZHO SL h m_ww ZH09 ZH09 ZHOY £€71d Y OvLL ZH09 $9 09t 8S93409aH A09% dH €S C-SVL0-0N-0SSHOV 8SEVMOENH
wre:

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO (U \r_w_n__“ﬂ ZH09 ZH09 ZHOY €c1a €S OvLT ZH09 €1 0€T 8S9MJ09aH AOETdH €S 9-0V60-0N-0SSHOV PSEVMOEINH
wie

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 8y Fu.%% ZH09 ZH09 ZHOY €c1a Le scLl ZH09 (44 SLS LLSAA8SAH ASLSdH L' 9-1v90-0N-0SSHOV L9EVMOENH
e

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO ¥'9 \Nm_M~ ZH09 ZH09 ZHOY €1a Le scLl ZH09 9¢ 09t 959d409dH A09Y dH L€ 9-6V€0-0N-0SSHOV LSEVMOENH
wie

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 6Tl Fu.%% ZH09 ZH09 ZHOY €1a Le scLl ZH09 [ 0€T 959d409dH AOETdH L' -VZ10-00-0SSHOV ESEVMOLIH
wie

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO Y Ra hMH ZH09 ZH09 ZHOY £€71a 6T ScLT ZH09 9Y 091 ¥S9d48SAH A09% dH 6'C ¥-8V80-0N-0SSHOV 9SEVMOENH
wie

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 901 11 n_ﬁw_ ZH09 ZH09 ZHOY £€71a 6T ScLT ZH09 6 0€C ¥S9d48SAH AOECAH 6C ¥-6V90-0N-0SSHOV TSEVMOENH
wre

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 6'¢ 11 m_MH ZH09 ZH09 ZHOY £€71a ¥ ScLT ZH09 ve SLS LLSAA9SAH ASLS dH ¥'C ¥-6V90-0N-0SSHOV 09EVMOENH
wie

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 9Y 11 n_ﬁw_ ZH09 ZH09 ZHOY £€71a ¥ ScLT ZH09 4 09t €59d449SAH A09% dH ¥'C ¥-6V90-0N-0SSHOV 9SEVMOENH
wre

s0¢ S0¢ PSIN | dwrey omy ZHAY ZH09 ZHO 1’6 Ra m_MH ZH09 ZH09 ZHOY £€71a ¥ ScLT ZH09 6L 0€C €S9d449SAH | AO€TdH VT T-V¥20-0N-0SSHOV TSEVMOENH
wre

s0¢ S0¢ PSI1ON | duey omy ZHAY ZH09 ZHO 9¢ \HE_MA ZH09 ZH09 ZHOY €71d LT ScLl ZH09 e SLS 6LS¥A9SAH ASLSdH L'T T-VL10-0N-0SSHOV 99EVMOENH
wre

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO %3 Ra m_MH ZH09 ZH09 ZHOY £€71a L1 ScLT ZH09 6T 091 €9PYI9SAH | A09% dH L'T T-VT10-0N-0SSHOV 9SEVMOENH
wre

s0¢ S0¢ PSI1ON | duey ony ZHAY ZH09 ZHO L9 Ra m_wﬂ ZH09 ZH09 ZHOY €71d LT ScLl ZH09 8¢ 0€C €ECYA9SAH AOETAH L'T C-VZ10-0N-0SSHOV P9EVMOENH

@ | @ | 19 | @0 | a0 | 0w | w0 | e | oo | €D | ko | ©zo | @z | o) | 6oso | G060 | B9 | 0066 | (oo soquing
9d Phetel [ERET wy wy baig baxg baig sdury €ImMO € paadg 7 paadg 1 paadg oS paadg dH NdA woN sdury a3ejion *ON Med uondrsaq Jdquny e ggv eg
/1990y doyg 1R | YINMS XeJ\ urpy XeJ\ Kepy U0 U0 U0 Jsu0) uoN woN ooy | MON

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

1IMSIddO

60-80::L6¥S PUe TT-80:LTSS/[T8S ‘TI-80L8¥S ‘VT-80:[8SS/[08S

— SIdpwered q4A Hu) LIS - 11 3IqEL

14



1piSIado

S0e S0 [8S 10N | duwey ony Pty ZH09 ZHO 29 \.ﬁ‘%_w— ZH09 ZH09 ZHOY €clia €9 Gell ZH09 14°] G.S 9/53409aH NSLS dH €6 9—/¥20—0N—0S9GHOV | 29EVMOEMH
sS0e S0 [9S 10N | duwey omny ZHMY ZH09 ZHo G/ \.ﬁ‘%_w— ZH09 ZH09 ZHov €zia €g (743 ZH09 g9 09y 8S9M409aH ANO9Y dH €' ¢—9V.0—0N—0SSHOV | 8SEVMOEMH
S0e S0 [8S 10N | duwey ony Pty ZH09 ZHO oSt \._r.m_‘_uﬂ_m_w_. ZH09 ZH09 ZHOY €clia €9 (2743 ZH09 el 0€e 8399%409aH NOEZ dH €S 9—-0V60—0N—0S9GHOV | YSEVMOEMH
S0e S0 [8S 10N | duwey ony Pty ZH09 ZHO 8y \WW_NF ZH09 ZH09 ZHOY €clia L€ Gell ZH09 (424 G.S £/53485AH NSLS dH '€ 9— 1V90—0N—09SHOV L9EVMOEMH
S0e S0 [8S 10N | duwey ony ZHy ZH09 ZHO 79 \._r.m_‘_uﬂ_m_w_. ZH09 ZH09 ZHOY €clia L€ Gell ZH09 9’ 09t 9993409aH A0S dH '€ 9—6YE0—0N—09GHOV | ZSEVMOEMH
s0e S0 [eS 10N | duwey ony ZHMY ZH09 ZHO 6¢h \WW_NF ZH09 ZH09 ZHOY gcia L€ GelLl ZH09 [ 0ge 9593409aH NOET dH '€ ¥—V2Zl0—0N—09SHOV | E€SEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO €9 \W_W_M_. ZH09 ZH09 ZHOY gclia 6¢ GelLl ZH09 9Y 09 ¥593485AH A0S dH 62 7—8¥80—0N—09SHOV | 9SEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO 90k \WW_NF ZH09 ZH09 ZHOY gcia 6¢ GelLl ZH09 c6 0ge ¥593485AH NOET dH 62 7—6Y90—0N—09SHOV | 2SEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO 6'¢ \W_W_M_. ZH09 ZH09 ZHOY gclia v'e GelLl ZH09 v'e G.S £/53495aH NSLS dH v'e 7—6Y90—0N—09SHOV | 09EVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO 9Y \W_W_N_. ZH09 ZH09 ZHOY gcia v'e GelLl ZH09 14 09 £893495aH A0S dH v'2 7—6Y90—0N—09SHOV | 9SEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO 1'6 \W_W_M_. ZH09 ZH09 ZHOY gcia v'e GelLl ZH09 6L 0ge €£5693495aH NOEC dH ¥'¢ ¢—V¥20—0N—09SHOV CSEVMOEMH
S0g S0E [9S 10N | duwey omny ZHAY ZH09 ZHO 9¢ \.ﬁ%_%_. ZH09 ZH09 ZHOY ezia L'} Gelh ZH09 > G/S 6/54H495aH NSLSdH L'} 2—V.10—0N—0SSHOV | 99EVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO €€ \W_W_M_. ZH09 ZH09 ZHOY gcia L'L GelLl ZH09 6¢C 09 €9vH495aH A0SV dH L' ¢—V2l0—0N—09SHOV | 9SEVMOEMH
S0g S0g [9S 10N | duwey omny ZHAY ZH09 ZHO L9 \.r%_“m_w_. ZH09 ZH09 ZHOY €cia L'} Sell ZH09 8'S 0ge €£62H495aH NOET dH L'} 2—V2l0—0N—0SSHOV | Y9EVMOEMH
(€022) | (ozz) | (020 | (e0L2) | (L0i2) | (9092) | (8002) | (2002) | (€002) | (eovL) | (vozL) | (€ozL) | (202h (1ozt) | (6066) | (8066) Awwm% (9066) | (gogg) | 42AWNN JequinN
j999q | 1eooy [ERETe] uo4 uo4 baiy baiy baiq sdwy (>3 11To) g poadg | gpaadg | | paadsg | |os paadg dH WdH woN sdwy oBeyon ued uonduosag JlaquinN Med ggayv yed
/1992y | dois vels | youms | xep uiy Xel Aejay 1suon 1suo) 1suo) 1suod woN woN woon | WON J010N ain

0Z1-060HVI/HOY ‘0ZISHY ‘T0T-060SHA ‘T0T-060HHY ‘0ST-060SV/SOA
— s1ajowereg (IA MU LIS - 1 A98L

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

15




wiepy

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 9 114 91 ZH09 ZH09 ZHOY €c1a S SvL1 ZH09 149 SLS 9LSTA09AH ASLS dH 0°S 9-0V60-0N-0SSHOV T9EVMOENH
we:

s0¢ S0¢ PSI0N | dwey omy ZHYY ZH09 ZHO 8L h m_ww ZH09 ZH09 ZHOY £€71d S 09L1 ZH09 89 09t LS9MA09AH A09% dH 0°S 9-0V60-0N-0SSHOV 8SEVMOENH
wre:

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 691 \r_w_n__“ﬂ ZH09 ZH09 ZHOY €c1a S 09L1T ZH09 Lyl 0€T LS9NA09AH AOETAH 0°S 9-1¥90-0N-0SSHOV PSEVMOEINH
wie

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 6'S Fu.%% ZH09 ZH09 ZHOY €c1a S scLl ZH09 s SLS SLSTA09AH ASLS dH 0°S 9-6V€0-0N-0SSHOV T9EVMOENH
wre:

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO L6 \r_w_n__“ﬂ ZH09 ZH09 ZHOY €1a S SvL1 ZH09 '8 09t LS9TA09AH A09% dH 0°S -VZ10-0N-0SSHOV 8SEVMOENH
wie

s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO ol Fu.%% ZH09 ZH09 ZHOY €1a S SvL1 ZH09 L91 0€T LS9TA09AH AOETAH 0°S -VZ10-00-0SSHOV PSEVMOENH
wie

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 8y \HAMMH ZH09 ZH09 ZHOY £€71a Le ScLT ZH09 (44 SLS LLSAA8SAH ASLSdH L'E ¥-8V80-0N-0SSHOV T9EVMOEIH
wie

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO ¥'9 11 n_ﬁw_ ZH09 ZH09 ZHOY £€71a Le ScLT ZH09 9¢ 091 959d409aH AO9Y dH L'E ¥-6V90-0N-0SSHOV LSEVMOENH
wre

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 671 11 m_MH ZH09 ZH09 ZHOY £€71a Le ScLT ZH09 [ 0€C 959d409aH AOECAH L'E ¥-6V90-0N-0SSHOV ESEVMOEIH
wie

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO Y e n_dw\_ ZH09 ZH09 ZHOY £€71a 6T ScLT ZH09 9Y 09t ¥S9d48SAH A09% dH 6'C T-V¥20-0N-0SSHOV 9SEVMOENH
wre

s0¢ S0¢ PSIN | dwrey omy ZHAY ZH09 ZHO 901 Ra m_MH ZH09 ZH09 ZHOY £€71a 6T ScLT ZH09 6 0€C ¥S9d48SAH AOECAH 6C T-V¥20-0N-0SSHOV TSEVMOENH
wre

s0¢ S0¢ PSI1ON | duey omy ZHAY ZH09 ZHO 6'¢ Ra m_wﬂ ZH09 ZH09 ZHOY €71d T ScLl ZH09 e SLS LLSHA9SAH ASLS dH ¥'C T-VL10-0N-0SSHOV 09EVMOENH
wre

s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 9Y Ra m_MH ZH09 ZH09 ZHOY £€71a ¥ ScLT ZH09 4 091 €59d449SAH A09% dH ¥'C T-VT10-0N-0SSHOV 9SEVMOENH
wre

s0¢ S0¢ PSI1ON | duey ony ZHAY ZH09 ZHO 16 Ra m_wﬂ ZH09 ZH09 ZHOY €71d T ScLl ZH09 6L 0€C €59449SAH AOECTdH ¥'C C-VZ10-0N-0SSHOV TSEVMOENH

@ | @ | 19 | @0 | a0 | 0w | w0 | e | oo | €D | ko | ©zo | @z | o) | 6oso | G060 | B9 | 0066 | (oo soquing
9d Phetel [ERET wy wy baig baxg baig sdury €ImMO € paadg 7 paadg 1 paadg oS paadg dH NdA woN sdury a3ejion *ON Med uondrsaq Jdquny e ggv eg
/1990y doyg 1R | YINMS XeJ\ urpy XeJ\ Kepy U0 U0 U0 Jsu0) uoN woN ooy | MON

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

1IMSIddO

21 ODHOS Pue $T JHOS/8Y ‘b1 ODILOS ‘91 D10S/8%

— SIdpweIed JA MU LS — €1 qBL

16



1piSIado

e
s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 9 \r__ﬂm_wﬁ ZH09 ZH09 ZHOY €c1a S SvL1 ZH09 149 SLS 9LSTA09AH ASLS dH 0°S 9-0V60-0N-0SSHOV T9EVMOENH
we:
s0¢ S0¢ PSI0N | dwey omy ZHYY ZH09 ZHO 8L h m_ww ZH09 ZH09 ZHOY £€71d S 09L1 ZH09 89 09t LS9MA09AH A09% dH 0°S 9-0V60-0N-0SSHOV 8SEVMOENH
wre:
s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 691 \r_w_n__“ﬂ ZH09 ZH09 ZHOY €c1a S 09L1T ZH09 Lyl 0€T LS9NA09AH AOETAH 0°S 9-1¥90-0N-0SSHOV PSEVMOEINH
wie
s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO 6'S Fu.%% ZH09 ZH09 ZHOY €c1a S scLl ZH09 s SLS SLSTA09AH ASLS dH 0°S 9-6V€0-0N-0SSHOV T9EVMOENH
wre:
s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO L6 \r_w_n__“ﬂ ZH09 ZH09 ZHOY €1a S SvL1 ZH09 '8 09t LS9TA09AH A09% dH 0°S -VZ10-0N-0SSHOV 8SEVMOENH
wie
s0¢ S0€ PSI1ON | dwey omy ZHAY ZH09 ZHO ol Fu.%% ZH09 ZH09 ZHOY €1a S SvL1 ZH09 L91 0€T LS9TA09AH AOETAH 0°S -VZ10-00-0SSHOV PSEVMOENH
wie
s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 8y \HAMMH ZH09 ZH09 ZHOY £€71a Le ScLT ZH09 (44 SLS LLSAA8SAH ASLSdH L'E ¥-8V80-0N-0SSHOV T9EVMOEIH
wie
s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO ¥'9 11 n_ﬁw_ ZH09 ZH09 ZHOY £€71a Le ScLT ZH09 9¢ 091 959d409aH AO9Y dH L'E ¥-6V90-0N-0SSHOV LSEVMOENH
wre
s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 671 11 m_MH ZH09 ZH09 ZHOY £€71a Le ScLT ZH09 [ 0€C 959d409aH AOECAH L'E ¥-6V90-0N-0SSHOV ESEVMOEIH
wie
s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO Y e n_dw\_ ZH09 ZH09 ZHOY £€71a 6T ScLT ZH09 9Y 09t ¥S9d48SAH A09% dH 6'C T-V¥20-0N-0SSHOV 9SEVMOENH
wre
s0¢ S0¢ PSIN | dwrey omy ZHAY ZH09 ZHO 901 Ra m_MH ZH09 ZH09 ZHOY £€71a 6T ScLT ZH09 6 0€C ¥S9d48SAH AOECAH 6C T-V¥20-0N-0SSHOV TSEVMOENH
wre
s0¢ S0¢ PSI1ON | duey omy ZHAY ZH09 ZHO 6'¢ Ra m_wﬂ ZH09 ZH09 ZHOY €71d T ScLl ZH09 e SLS LLSHA9SAH ASLS dH ¥'C T-VL10-0N-0SSHOV 09EVMOENH
wre
s0¢ S0¢ PSION | dwrey omy ZHAY ZH09 ZHO 9Y Ra m_MH ZH09 ZH09 ZHOY £€71a ¥ ScLT ZH09 4 091 €59d449SAH A09% dH ¥'C T-VT10-0N-0SSHOV 9SEVMOENH
wre
s0¢ S0¢ PSI1ON | duey ony ZHAY ZH09 ZHO 16 Ra m_wﬂ ZH09 ZH09 ZHOY €71d T ScLl ZH09 6L 0€C €59449SAH AOECTdH ¥'C C-VZ10-0N-0SSHOV TSEVMOENH
@ | @ | 19 | @0 | a0 | 0w | w0 | e | oo | €D | ko | ©zo | @z | o) | 6oso | G060 | B9 | 0066 | (oo soquing
9d Phetel [ERET wy wy baig baxg baig sdury €ImMO € paadg 7 paadg 1 paadg oS paadg dH NdA woN sdury a3ejion *ON Med uondrsaq Jdquny e ggv eg
/1990y doyg 1R | YINMS XeJ\ urpy XeJ\ Kepy U0 U0 U0 Jsu0) uoN woN ooy | MON

TL:L6bS PUC pL.LISS/[T8S ‘bL-L8FS ‘9T:L8SS/L08S
— SIdpweIed JA MU ALS — +1 dq8L

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

17




S0e S0 [8S 10N | duwey ony Pty ZH09 ZHO 29 \.ﬁ‘%_w— ZH09 ZH09 ZHOY €clia S SvLL ZH09 14°] G.S 9/57409aH NSLS dH 0°'S 9—-0V60—0N—09GHOV | 29EVMOEMH
sS0e S0 [9S 10N | duwey omny ZHMY ZH09 ZHo 8L \.ﬁ‘%_w— ZH09 ZH09 ZHOY €zia S 09/} ZH09 8’9 09y 2S9M409aH A0SV dH 0'S 9—-0V60—0N—0SSHOV | 8SEVMOEMH
S0e S0 [8S 10N | duwey ony Pty ZH09 ZHO 691 \._r.m_‘_uﬂ_m_w_. ZH09 ZH09 ZHOY €clia S 091 ZH09 Lyl 0€e 2S9%409aH NOEZ dH 0°'S 9—IV90—0N—09GHIOV | YSEVMOEMH
S0e S0 [8S 10N | duwey ony Pty ZH09 ZHO 66 \WW_NF ZH09 ZH09 ZHOY €clia S Gell ZH09 'S G.S G/57409aH NSLS dH 0°'S 9—6YE0—0N—09GHOV | 29EVMOEMH
S0e S0 [8S 10N | duwey ony ZHy ZH09 ZHO L6 \._r.m_‘_uﬂ_m_w_. ZH09 ZH09 ZHOY €clia S SvLL ZH09 '8 09t £997409aH A0S dH 0°'S ¥—V2l0—0N—09GHOV | 8SEVMOEMH
s0e S0 [eS 10N | duwey ony ZHMY ZH09 ZHO c6l \WW_NF ZH09 ZH09 ZHOY gcia S Sl ZH09 291 0ge £597409aH NOEZ dH 0°'S ¥—V2l0—0N—0S9SHOV | ¥SEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO 8y \W_W_M_. ZH09 ZH09 ZHOY gclia L€ GelLl ZH09 v G.S £/53485AH NSLS dH '€ ¥—8v80—0N—09SHOV L9EVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO 79 \WW_NF ZH09 ZH09 ZHOY gcia L€ GelLl ZH09 9’ 09 9593409aH A0S dH L€ 7—6VY90—0N—09SHOV | ZSEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO 6¢h \W_W_M_. ZH09 ZH09 ZHOY gclia L€ GelLl ZH09 [ 0ge 9593409aH NOET dH '€ 7—6Y90—0N—09SHOV | E€SEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO €9 \W_W_N_. ZH09 ZH09 ZHOY gcia 6¢ GelLl ZH09 9Y 09 ¥993485AH A0S dH 62 ¢—V¥20—0N—0S9SHOV | 9SEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO 90k \W_W_M_. ZH09 ZH09 ZHOY gcia 6¢ GelLl ZH09 c6 0ge ¥593485aH NOET dH 62 ¢—V¥20—0N—09SHOV | 2SEVMOEMH
S0g S0E [9S 10N | duwey omny ZHAY ZH09 ZHO 6'¢ \.ﬁ%_%_. ZH09 ZH09 ZHOY ezia v'e Gelh ZH09 14 G/S //53495aH NS.SdH Ve 2—V.10—0N—0SSHOV | 09EVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO 9Y \W_W_M_. ZH09 ZH09 ZHOY gcia v'e GelLl ZH09 14 09 £893495aH A0S dH v'2 ¢—V2l0—0N—09SHOY 9GEVMOEMH
S0g S0g [9S 10N | duwey omny ZHAY ZH09 ZHO 1'6 \.r%_“m_w_. ZH09 ZH09 ZHOY €cia e Sell ZH09 6L 0ge £593495aH NOEC dH 2 ¢—V2l0—0N—0SSHOV | 2SEVMOEMH
(€022) | (ozz) | (020 | (e0L2) | (L0i2) | (9092) | (8002) | (2002) | (€002) | (eovL) | (vozL) | (€ozL) | (202h (1ozt) | (6066) | (8066) Awwm% (9066) | (gogg) | 42AWNN JequinN
j999q | 1eooy [ERETe] uo4 uo4 baiy baiy baiq sdwy (>3 11To) g poadg | gpaadg | | paadsg | |os paadg dH WdH woN sdwy oBeyon ued uonduosag JlaquinN Med ggayv yed
/1992y | dois vels | youms | xep uiy Xel Aejay 1suon 1suo) 1suo) 1suod woN woN woon | WON J010N ain

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

1IMSIddO

0ZTHHY Pu® 0STHVI/HOY ‘0STSHY
— s1pwereg (1A WU TAS - ST dI9EL

18



1piSIado

S0¢ S0¢ [°S 10N | durey omy ZHMY ZH09 ZHO LTI \MMM_% ZH09 ZH09 ZHOY €clia 018 OvLT ZH09 11 SLS SLSTAY9AH ASLS dH 00T 9-V110-0N-0SSHOV €9EVMOEH
S0E S0E PSIoN | dwey omy ZHYY ZH09 ZHO L'LY \MMM_% ZH09 ZH09 ZHOY €z1a 01 SYLL ZH09 'S 09 0S9TA¥9aH A09% dH 001 9-VI10-0N-0SSHOV 6SEVMOEIH
S0¢ S0¢ PS 10N | durey omy ZHY ZH09 ZHO ¥'se \MM_W ZH09 ZH09 ZHOY £€71d 01 SvLT ZH09 8°0¢ 0€C 0S9Td¥9dH | A0ET dH 001 9-0V60-0N-0SSHOV SSEVMOEIH
S0E S0¢ PSIoN | dwey omy ZHYY ZH09 ZHO 9’11 \Mw% ZH09 ZH09 ZHOY €z1a 01 SSLT ZH09 ot SLS 9LSTAY9AH ASLS dH 001 9-0V60-0N-0SSHOV £9EVMOETH
S0¢ S0¢ PSI0N | dwey omny ZHAY ZH09 ZHO Syl \Mw% ZH09 ZH09 ZHOY €T1a (08 SSLT ZH09 9t 09t YSOMAYOaH A09% dH 0°0T 9-0V60-0N-0SSHOV 6SEVMOEIH
S0¢ S0¢ PS 10N | durey omy ZHY ZH09 ZHO e \MM_W ZH09 ZH09 ZHOY £€71d 01 SSLT ZH09 8T (U4 PSOMAY9AH | AOECT dH 001 9-0V60-0N-0SSHOV SSEVMOEIH
S0E S0¢ PSIoN | dwey omy ZHYY ZH09 ZHO €6 \Mw% ZH09 ZH09 ZHOY €z1a SL SYLL ZH09 '8 SLS SLSTAT9AH ASLSdH S'L 9-0V60-0N-0SSHOV TIEVMOEIH
S0¢ S0¢ PSIN | duey omy ZHAY ZH09 ZHO el \Mw% ZH09 ZH09 ZHOY €T1a S'L SPLT ZH09 ST 09t 0S9TdCodH A09% dH S'L 9-TV90-0N-0SSHOV 8SEVMOEIH
S0¢ S0¢ PSIN | duey omy ZHAY ZH09 ZHO £9¢ \MM_MH ZH09 ZH09 ZHOY €T1a S'L SPLT ZH09 6'CC 0gc 0S9T4CodH AOECdH S'L $-VS10-0N-0SSHOV YSEVMOEIH
S0¢ S0¢ PSIN | duey omy ZHAY ZH09 ZHO 9 \MM_MH ZH09 ZH09 ZHOY €T1a €S STLT ZH09 'S SLS 9LSHA09aH ASLS dH £€°S -VS10-0N-0SSHOV T9EVMOLIH
S0¢ S0¢ PSIN | duey omy ZHAY ZH09 ZHO S'L \NM_MH ZH09 ZH09 ZHOY €T1a €S OvLT ZH09 9 09t 8S9XH109aH A09% dH €' ¥-VZ10-0N-0SSHOV 8SEVMOEIH
S0¢ S0¢ PSI0N | dwey omny ZHAY ZH09 ZHO 0ST \MM_MH ZH09 ZH09 ZHOY €T1a €S OvLT ZH09 €1 0ge 8S9XH109aH AOECdH €S ¥-VZ10-0N-0SSHOV YSEVMOEIH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO 6'S \MM_MH ZH09 ZH09 ZHOY €1a S STLT ZH09 'S SLS SLSTA09AH ASLSdH O0'S ¥-VZI10-0N-0SSHOV T9EVMOLITH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO L6 \MM_MA ZH09 ZH09 ZHOY €1a S OvLT ZH09 '8 09t 0S9T409aH A09% dH 0°S ¥-VZI10-0N-0SSHOV 8SEVMOLIH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO 6l \.MM_MA ZH09 ZH09 ZHOY €1a S OvLT ZH09 L9T 0€C 0S9T409aH AOETAH 0°S ¥-VZI10-0N-0SSHOV YSEVMOEITH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO 98 \MM_MH ZH09 ZH09 ZHOY €1a S'L 0SLT ZH09 SL SLS 9LSTACOAH ASLSdH S'L +-8V80-0N-0SSHOV T9EVMOLITH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO T \.MM_MA ZH09 ZH09 ZHOY €1a S'L 09LT ZH09 L6 09t S9MAC9OaH A09% dH S'L ¥-6V90-0N-0SSHOV 8SEVMOLIH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO L'YT \.MM_MA ZH09 ZH09 ZHOY €1a S'L 09LT ZH09 ST 0€C ¥S9MACOaH AOECTAH S'L T-VI€0-0N-0SSHOV YSEVMOEIH
S0¢ S0¢ [°S 10N | durey omy ZHMY ZH09 ZHO 9 \.MM_MA ZH09 ZH09 ZHOY €1a S SPLT ZH09 149 SLS 9LST1409aH ASLSdH 0'S T-V1€0-0N-0SSHOV TI9EVMOEIH
S0¢ S0¢ [°S 10N | durey omy ZHMY ZH09 ZHO 8L \MMM_% ZH09 ZH09 ZHOY €c1a S 09LT ZH09 89 09t LS9MA09aH A09% dH 0°S T-V¥20-0N-0SSHOV 8SEVMOELIH
S0¢ S0¢ [°S 10N | durey omy ZHMY ZH09 ZHO 691 \.MM_MA ZH09 ZH09 ZHOY €c1a S 09LT ZH09 Lyl 0€C LS9MA09aH AOETAH 0°S T-V¥20-0N-0SSHOV YSEVMOEIH
S0¢ S0¢ [9S 10N | durey omy ZHMY ZH09 ZHO 8P \MMM_Mﬁ ZH09 ZH09 ZHOY €1a L'e STLT ZH09 (a4 SLS LLSHASSAH ASLSdH L€ T-V¥20-0N-0SSHOV T9EVMOEIH
S0¢ S0¢ [9S 10N | durey omy ZHMY ZH09 ZHO 9 \MMM_% ZH09 ZH09 ZHOY €1a L'e STLT ZH09 9°¢ 09t 9694409aH A9 dH L€ T-V¥20-0N-0SSHOV LSEVMOEIH
S0E S0¢ PSION | dwey omy ZHYY ZH09 ZHO 6°ClL \MM_% ZH09 ZH09 ZHOY €z1a Le STLL ZH09 (i 0€T 95949:109aH AOETAH L'E T-V¥20-0N-0SSHOV £SEVMOETH
S0E S0¢ PSIoN | dwey omy ZHYY ZH09 ZHO 13 \M“_W ZH09 ZH09 ZHOY €z1a 6T STLL ZH09 9 09 S9HA8SAH A09% dH 6'C T-VL10-0N-0SSHOV 9SEVMOEIH
S0¢ S0¢ [9S 10N | durey omy ZHMY ZH09 ZHO 901 \MMM_% ZH09 ZH09 ZHOY €1a 6C STLT ZH09 6 0€C YS9HA8SAH AOETdH 6T T-VZ10-0N-0SSHOV TSEVMOELIH
€020 | @ogp | (070 | @OTD | (101D) | (9090 | (800D | (L00T) | (€00D) | (£0PT) (vozT) (€0zT) (zozT) (Tozn) (6066) | (8066) Awwm% ©9066) | (co66) Joquiny
P2d ooy [EREN( ug uyg baxyg baig baig sdury €mMO € paadg 7 pIadg 1 paadg 1°S paadg dH NI won sdury a3eNoA KUNEALS: | uondrsaq JqunyN Med ggv g
/1999y doyg JeS | YINMS X\ urpy X\ Kepy jsu0) Jsu0) Jsu0) jsu0) woN woN 1010 woN

827-L1 DHOS/SF PUE Z-LT OILOS ‘0€-LTDLOS/SY
— sppPweIed QA WU LI - 9T JqEL

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

19




wiepy

S0¢ S0¢ [°S 10N | durey omy ZHMY ZH09 ZHO LTI 114 91 ZH09 ZH09 ZHOY €clia 018 OvLT ZH09 11 SLS SLSTAY9AH ASLS dH 00T 9-V110-0N-0SSHOV €9EVMOEH
S0E S0E PSIoN | dwey omy ZHYY ZH09 ZHO L'LY \MMM_% ZH09 ZH09 ZHOY €z1a 01 SYLL ZH09 'S 09 0S9TA¥9aH A09% dH 001 9-VI10-0N-0SSHOV 6SEVMOEIH
S0¢ S0¢ PS 10N | durey omy ZHY ZH09 ZHO ¥'se \MM_W ZH09 ZH09 ZHOY £€71d 01 SvLT ZH09 8°0¢ 0€C 0S9Td¥9dH | A0ET dH 001 9-0V60-0N-0SSHOV SSEVMOEIH
S0E S0¢ PSIoN | dwey omy ZHYY ZH09 ZHO 9’11 \Mw% ZH09 ZH09 ZHOY €z1a 01 SSLT ZH09 ot SLS 9LSTAY9AH ASLS dH 001 9-0V60-0N-0SSHOV £9EVMOETH
S0¢ S0¢ PSI0N | dwey omny ZHAY ZH09 ZHO Syl \Mw% ZH09 ZH09 ZHOY €T1a (08 SSLT ZH09 9t 09t YSOMAYOaH A09% dH 0°0T 9-0V60-0N-0SSHOV 6SEVMOEIH
S0¢ S0¢ PS 10N | durey omy ZHY ZH09 ZHO e \MM_W ZH09 ZH09 ZHOY £€71d 01 SSLT ZH09 8T (U4 PSOMAY9AH | AOECT dH 001 9-0V60-0N-0SSHOV SSEVMOEIH
S0E S0¢ PSIoN | dwey omy ZHYY ZH09 ZHO €6 \Mw% ZH09 ZH09 ZHOY €z1a SL SYLL ZH09 '8 SLS SLSTAT9AH ASLSdH S'L 9-0V60-0N-0SSHOV TIEVMOEIH
S0¢ S0¢ PSIN | duey omy ZHAY ZH09 ZHO el \Mw% ZH09 ZH09 ZHOY €T1a S'L SPLT ZH09 ST 09t 0S9TdCodH A09% dH S'L 9-TV90-0N-0SSHOV 8SEVMOEIH
S0¢ S0¢ PSIN | duey omy ZHAY ZH09 ZHO £9¢ \MM_MH ZH09 ZH09 ZHOY €T1a S'L SPLT ZH09 6'CC 0gc 0S9T4CodH AOECdH S'L $-VS10-0N-0SSHOV YSEVMOEIH
S0¢ S0¢ PSIN | duey omy ZHAY ZH09 ZHO 9 \MM_MH ZH09 ZH09 ZHOY €T1a €S STLT ZH09 'S SLS 9LSHA09aH ASLS dH £€°S -VS10-0N-0SSHOV T9EVMOLIH
S0¢ S0¢ PSIN | duey omy ZHAY ZH09 ZHO S'L \NM_MH ZH09 ZH09 ZHOY €T1a €S OvLT ZH09 9 09t 8S9XH109aH A09% dH €' ¥-VZ10-0N-0SSHOV 8SEVMOEIH
S0¢ S0¢ PSI0N | dwey omny ZHAY ZH09 ZHO 0ST \MM_MH ZH09 ZH09 ZHOY €T1a €S OvLT ZH09 €1 0ge 8S9XH109aH AOECdH €S ¥-VZ10-0N-0SSHOV YSEVMOEIH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO 6'S \MM_MH ZH09 ZH09 ZHOY €1a S STLT ZH09 'S SLS SLSTA09AH ASLSdH O0'S ¥-VZI10-0N-0SSHOV T9EVMOLITH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO L6 \MM_MA ZH09 ZH09 ZHOY €1a S OvLT ZH09 '8 09t 0S9T409aH A09% dH 0°S ¥-VZI10-0N-0SSHOV 8SEVMOLIH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO 6l \.MM_MA ZH09 ZH09 ZHOY €1a S OvLT ZH09 L9T 0€C 0S9T409aH AOETAH 0°S ¥-VZI10-0N-0SSHOV YSEVMOEITH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO 98 \MM_MH ZH09 ZH09 ZHOY €1a S'L 0SLT ZH09 SL SLS 9LSTACOAH ASLSdH S'L +-8V80-0N-0SSHOV T9EVMOLITH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO T \.MM_MA ZH09 ZH09 ZHOY €1a S'L 09LT ZH09 L6 09t S9MAC9OaH A09% dH S'L ¥-6V90-0N-0SSHOV 8SEVMOLIH
S0¢ S0¢ PSI0N | duwey omy ZHMY ZH09 ZHO L'YT \.MM_MA ZH09 ZH09 ZHOY €1a S'L 09LT ZH09 ST 0€C ¥S9MACOaH AOECTAH S'L T-VI€0-0N-0SSHOV YSEVMOEIH
S0¢ S0¢ [°S 10N | durey omy ZHMY ZH09 ZHO 9 \.MM_MA ZH09 ZH09 ZHOY €1a S SPLT ZH09 149 SLS 9LST1409aH ASLSdH 0'S T-V1€0-0N-0SSHOV TI9EVMOEIH
S0¢ S0¢ [°S 10N | durey omy ZHMY ZH09 ZHO 8L \MMM_% ZH09 ZH09 ZHOY €c1a S 09LT ZH09 89 09t LS9MA09aH A09% dH 0°S T-V¥20-0N-0SSHOV 8SEVMOELIH
S0¢ S0¢ [°S 10N | durey omy ZHMY ZH09 ZHO 691 \.MM_MA ZH09 ZH09 ZHOY €c1a S 09LT ZH09 Lyl 0€C LS9MA09aH AOETAH 0°S T-V¥20-0N-0SSHOV YSEVMOEIH
S0¢ S0¢ [9S 10N | durey omy ZHMY ZH09 ZHO 8P \MMM_Mﬁ ZH09 ZH09 ZHOY €1a L'e STLT ZH09 (a4 SLS LLSHASSAH ASLSdH L€ T-V¥20-0N-0SSHOV T9EVMOEIH
S0¢ S0¢ [9S 10N | durey omy ZHMY ZH09 ZHO 9 \MMM_% ZH09 ZH09 ZHOY €1a L'e STLT ZH09 9°¢ 09t 9694409aH A9 dH L€ T-V¥20-0N-0SSHOV LSEVMOEIH
S0E S0¢ PSION | dwey omy ZHYY ZH09 ZHO 6°ClL \MM_% ZH09 ZH09 ZHOY €z1a Le STLL ZH09 (i 0€T 95949:109aH AOETAH L'E T-V¥20-0N-0SSHOV £SEVMOETH
S0E S0¢ PSIoN | dwey omy ZHYY ZH09 ZHO 13 \M“_W ZH09 ZH09 ZHOY €z1a 6T STLL ZH09 9 09 S9HA8SAH A09% dH 6'C T-VL10-0N-0SSHOV 9SEVMOEIH
S0¢ S0¢ [9S 10N | durey omy ZHMY ZH09 ZHO 901 \MMM_% ZH09 ZH09 ZHOY €1a 6C STLT ZH09 6 0€C YS9HA8SAH AOETdH 6T T-VZ10-0N-0SSHOV TSEVMOELIH
€020 | @ogp | (070 | @OTD | (101D) | (9090 | (800D | (L00T) | (€00D) | (£0PT) (vozT) (€0zT) (zozT) (Tozn) (6066) | (8066) Awwm% ©9066) | (co66) Joquiny
P2d ooy [EREN( ug uyg baxyg baig baig sdury €mMO € paadg 7 pIadg 1 paadg 1°S paadg dH NI won sdury a3eNoA KUNEALS: | uondrsaq JqunyN Med ggv g
/1999y doyg JeS | YINMS X\ urpy X\ Kepy jsu0) Jsu0) Jsu0) jsu0) woN woN 1010 woN

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

1IMSIddO

8T-L1+[TSS/[T8S PUC $T-LT+[8FS ‘0€-L1+[8SS/[08S

— sppPweIed (A WU LI - LT JqEL

20



1piSIado

S0E S0e 9S 10N | dwey omny ZHMY ZH09 ZHo L2l \.ﬂ_uﬁ_m_% ZH09 ZH09 ZHov €zia ol (745 ZH09 L G5 G/G14¥9aH NS.S dH 00} 9—VI0—0N—0SSHOV | €9EVMOEMH
S0e S0 [8S 10N | duwey ony ZHy ZH09 ZHO Ll \.ﬂ_uﬁ_m_% ZH09 ZH09 ZHOY €clia ol SvLL ZH09 sl 09t 05974¥9aH NO9% dH 001 9—VILI0—0N—0SGHOV | 6SEVMOEMH
S0e S0 [8S 10N | duwey ony ZHy ZH09 ZHO ¥'qe \._r.m_‘_nﬁ_m_NF ZH09 ZH09 ZHOY €clia ol SvLL ZH09 8'0¢ 0ge 099714¥9aH NOEZ dH 001 9—0V60—0N—09GHOV | SSEVMOEMH
S0e S0 [8S 10N | duwey ony ZHy ZH09 ZHO 9L \WW_NF ZH09 ZH09 ZHOY €clia ol o7 ZH09 Lot G.S 9/574¥9aH NSLS dH 001 9—0V60—0N—09GHOV | €9EVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO Sy \WW_NF ZH09 ZH09 ZHOY gclia ol GSLL ZH09 9ch 09 YSOM4¥9aH | A09F dH 001 9—-0V60—0N—0SSHOV | 6SEVMOEMH
S0e S0 [8S 10N | duwey ony ZHy ZH09 ZHO cce \WW_NF ZH09 ZH09 ZHOY €clia ol o7 ZH09 8¢ 0€e PSOM4¥9aH | AOES dH 001 9—0V60—0N—09GHOV | SSEVMOEMH
S0e S0 [8S 10N | duwey ony Pty ZH09 ZHO €6 \WW_NF ZH09 ZH09 ZHOY €clia gL SvLL ZH09 '8 G.S G/S71429aH NSLS dH G'L 9—0V60—0N—09GHOV | 29EVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO cel \W_W_M_. ZH09 ZH09 ZHOY gcia A Sl ZH09 SHE 09 0597429aH NO9Y dH G'L 9—1V90—0N—0S9SHOV | 8SEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO €92 \W_W_M_. ZH09 ZH09 ZHOY gcia Gl SvLL ZH09 6'ce 0ge 0597429aH NOET dH §'L ¥—VSI0—0N—0SSHOV | YSEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO 29 \W_W_M_. ZH09 ZH09 ZHOY gcia €9 GelLl ZH09 'S G.S 9/53409aH NSLS dH €S 7—VSI0—0N—0SSHOV | 29EVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO A \W_W_M_. ZH09 ZH09 ZHOY gcia €9 (U 74% ZH09 g9 09 859%409aH A0S dH €S ¥—V2l0—0N—09SHOV | 8SEVMOEMH
s0e S0 [8S 10N | duwey ony ZHMY ZH09 ZHO oS} \W_W_M_. ZH09 ZH09 ZHOY gcia €9 (0 74% ZH09 el 0ge 859%409aH NOET dH €S ¥—V2Zl0—0N—0S9SHOV | vSEVMOEMH
sS0e S0 9S 10N | dwey omny ZHMY ZH09 ZHO 6'S \W_W_M_. ZH09 ZH09 ZHOY eclia S Gelh ZH09 'S G/S G/57409aH NS.S dH 0°'S ¥=V2l0—0N—0SSHOV | 29EVMOEMH
sS0e S0 9S 10N | dwey omny ZHMY ZH09 ZHO L'6 \.ﬁ%_%_. ZH09 ZH09 ZHOY eclia S ov.ZL ZH09 '8 09t 0597409aH A0S dH 0°'S ¥—V2l0—0N—0SSHOV | 8SEVMOEMH
sS0e S0 9S 10N | dwey omny ZHMY ZH09 ZHO 26k \.ﬁ_nﬁ_m_w_. ZH09 ZH09 ZHOY eclia S ov.ZL ZH09 291 0ge 0597409aH NOEZ dH 0°'S ¥=V2l0—0N—0SSHOV | YSEVMOEMH
sS0e S0 9S 10N | dwey omny ZHMY ZH09 ZHO 98 \W_W_M_. ZH09 ZH09 ZHOY eclia gL 0SZ} ZH09 S, G/S 9/571429aH NS.SdHG'L ¥—8¥80—0N—0SSHOV | 29EVMOEMH
sS0e S0 9S 10N | dwey omny ZHMY ZH09 ZHO ahl \.ﬁ_nﬁ_m_w_. ZH09 ZH09 ZHOY eclia gL 09} ZH09 L6 09t YS9M429aH NO9Y dH G2 ¥—6¥90—0N—0SSHOV | 8SEVMOEMH
sS0e S0 9S 10N | dwey omny ZHMY ZH09 ZHO L've \.ﬁ_nﬁ_m_w_. ZH09 ZH09 ZHOY eclia gL 09/} ZH09 g'le 0ge YS9M429aH NOET dH G2 2—VI€0—0N—0SSHOV | YSEVMOEMH
S0e S0e 9S 10N | dwey omny ZHMY ZH09 ZHo 29 \._ﬁ_uﬁ_m_wr ZH09 ZH09 ZHov €zia S Svll ZH09 V'S G/S 9/G1409aH NSG.S dH 0'S 2—VYI€0—0N—0SSHOV | 29EVMOEMH
S0e S0e 9S 10N | dwey omny ZHMP ZH09 ZHo 8L \.ﬂ_uﬁ_m_% ZH09 ZH09 ZHov €zia S 09/} ZH09 8’9 09y 2S9M409aH A0SV dH 0'S 2—VY¥20—0N—0SSHOV | 8SEVMOEMH
S0e S0e 9S 10N | dwey omny ZHMY ZH09 ZHo 691 \.ﬁ_nﬁ_m_w_. ZH09 ZH09 ZHov €zia S 09/} ZH09 Lyl 0ee 2S9M409aH NOEC dH 0'S 2—VY¥20—0N—0SSHOV | PSEVMOEMH
S0e S0e 9S 10N | dwey omny ZHMY ZH09 ZHo 8V \._ﬁ_uﬁ_m_wr ZH09 ZH09 ZHov €zia L'¢ Gelh ZH09 v G5 //G348SaH NG.SdH L€ 2—VY¥20—0N—0SSHOV LOEVMOENH
S0e S0e 9S 10N | dwey omny ZHMY ZH09 ZHo 7’9 \.ﬂ_uﬁ_m_% ZH09 ZH09 ZHov €zia L'¢ Gelh ZH09 9'G 09 9593409aH A0SV dH '€ 2—VY¥20—0N—0SSHOV | ZSEVMOEMH
S0e S0 [8S 10N | duwey ony ZHy ZH09 ZHO 6¢h \.ﬂ_uﬁ_m_% ZH09 ZH09 ZHOY €clia L€ Gell ZH09 cH 0€e 9993409aH NOEC dH L€ ¢—V¥20—0N—09GHOV | €SEVMOEMH
S0e S0 [8S 10N | duwey ony ZHy ZH09 ZHO €9 \._r.m_‘_nﬁ_m_NF ZH09 ZH09 ZHOY €clia 6¢ Gell ZH09 9Y 09t ¥993485AH A0S dH 6'C ¢—VL.I0—0N—09GHOV | 9SEVMOEMH
S0e S0e 9S 10N | dwey omny ZHMY ZH09 ZHo 901 \.ﬂ_uﬁ_m_% ZH09 ZH09 ZHov €zia 6¢ Gelh ZH09 2’6 0ee ¥593485aH NOEC dH 6°C 2—VY2l0—0N—0SSHOV | 2SEVMOEMH
(€0z2) | (zozz) | (1022) | (e0i2) | (1012) | (9092) | (8002) | (2002) | (€002) | (€OVL) | (vOZL) (e0z1) (coz1) (rozt) (6066) | (8066) Amwmw,v (9066) | (go66) JaquinN JaquinN
[ELETd] uo4 uo4 baig baig baig sdwy | €m0 g paadg | gpaads | | paads | |os paadg dH Wdd sdwy ved uonduosaqg JaquinN Med ggv ved
[e2eq | [e30Y /1e2oy | dois vels | youms | xepw uiy Xe Aejay 1suon 1suo) 1suon 1suod woN woN ‘_M_aw-_,\_‘ woN abeon J0J0N ain

€0€-TSTHVI/HOW PU® £57-TSTSHY ‘€0€-18ISVI/SOU
— spPweIed (A MU LI - 8T JqEL

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

21




e
SOg soc | PSI1N | dwey | omy | zZEiy | zHO9 | ZHO CR LS [ m:@m ZH09 ZH09 ZHOY £71a o1 SSLT ZHO9 | 10T 1 SLSMAVOQH | o&mmwmg 010087N1¥0P £9EVMOENH
. . wiery - . - A09Y
SOg so¢ | PS1N | dwey | omy | zZEiy | zHO9 | ZHO [ e ZH09 ZH09 ZHOY £71a o1 ShLT ZHO9 | tEl 9 TSOSMAVOQH | v oot fvion 6000871 A0Y 6SEVMOSIH
. d e | wrEy - - - AOET
SOg soc | PSI1N | dwey | omy | zZEiy | zHO9 | ZHO T e ZH09 ZH09 ZHOY £71a o1 ShLT ZHO9 | €6C S TSOSMAVOQH | 1 oot fvion 800087 NA0Y SSEVMOENH
. . d . wiery . - . . ASLS Ak
S0€ S0 | PSION | dwey | omy | zZEpiy | ZHO9 | ZHO 98 | a0 ZH09 ZH09 ZHOY €z1a SL 0SLL ZH09 SL 1 9LSMATIAH | v < vion L0008PNHOY T9EVMOEITH
. d . wiery - . . - A09F
SOg so¢ | PS1N | dwey | omy | zZEiy | zHO9 | ZHO T | paor ZH09 ZH09 ZHOY £71a SL 09L1 ZH(9 L6 9 TSOMATOAH | v 900087 NA0Y 8SEVMOEIH
. . d . wiery . - . . AOET y e
SOE S0 | PSION | dwey | omy |z | ZHO9 | ZHO 8T | rnaor ZH09 ZH09 ZHOY €z1a SL 09L1 ZHO9 | tTC S TSOMATIAH | e e S00087NA0F PSEVMOENH
uLre
SOE S0 | PSION | dwey | omy | zZEpiy | ZHO9 | ZHO [ mﬂ ZH09 ZH09 ZHOY €z1a S 09L1 ZH09 'S 1 SLSMAO9AH | ASLSdH 0'S L0008PNHOY T9EVMOEITH
wie:
SOE S0 | PSION | dwey | omy |z | ZHO9 | ZHO YL m_M ZH09 ZH09 ZHOY £€z1a S ShLT ZH09 79 9 €S9309AH | A09Y dH 0°S 900087 NA0Y 8SEVMOEIH
ure
SOE S0 | PSION | dwey | omy |z | ZHO9 | ZHO CEARN mﬂ ZH09 ZH09 ZHOY £€z1a S ShLT ZHO9 | €61 S €S9309AH |  AOSTAH 0°S S00087N1A0F PSEVMOENH
ure
SOE s0¢ | PSIN | dwey | omy | zZHMP | ZHO9 | ZHO 87 | g .,MMH ZH09 ZH09 ZHOY £71a Le STLT ZH09 Y 1 LLSAA8SAH | ASLSdH L€ #00087NA0Y T9EVMOENH
ure
SOE S0 | PSIN | dwey | omy | zZEdP | ZHO9 | ZHO v | mﬂ ZH09 ZH09 ZHOY £71a Le STLT ZH09 9g 9 95994090H | A09% dH L'E £000871A0F LSEVMOEIH
e
SOE S0 | PSIN | dwey | omy | ZEdP | ZHO9 | ZHO 6Tl | mﬂm ZH09 ZH09 ZHOY £71a Le STLT ZHO9 | TIT S 95994090H | AOSTJH L'E 200087 N0Y £SEVMOEH
ure
SOE S0 | PSIN | dwey | omy | ZEdP | ZHO9 | ZHO €S | mﬂ ZH09 ZH09 ZHOY £71a 6¢C STLT ZH09 9 9 PS9HASSAH |  A09% dH 6T £000871A0F LSEVMOEIH
e
SOE S0 | PSIN | dwey | omy | zZEdP | ZHO9 | ZHO 901 | 1 mﬂm ZH09 ZH09 ZHOY £71a 6¢C STLT ZH09 T6 S PS9HASSAH |  AOETdH 6T 200087 N0Y £SEVMOENH
e
SOE so¢ | PSIN | dwey | omy | zZEMy | ZHO9 | ZHO 6 | g m:ow ZH09 ZH09 ZHOY £71a vT STLT ZH09 v'e 1 LLSHA9SAH | ASLS dH ¥'T $00087140F T9EVMOENH
e
SOE S0 | PSIN | dwey | omy | zZEdP | ZHO9 | ZHO 9 | g mﬂm ZH09 ZH09 ZHOY £71a T STLT ZH09 4 9 €S9HI9SAH | A09Y dH ¥'T £000871A0F LSEVMOEIH
e
SOE so¢ | PSIN | dwey | omy | zZEMy | ZHO9 | ZHO 6 | g m:ow ZH09 ZH09 ZHOY £71a vT STLT ZH09 6L S €S9HA9SAH |  AOSTJH ¥'T 2000870140F £SEVMOENH
o | @z | 1090 | @1 | (o) | G090 | G00D | wo0d | (€00D) | (€orD | oz (€0zT) oz (1ozn) (6066) | (8066) wﬁ% ©066) | (o6 Toquiny
poa | poy | PPd uy uy baxy bary | bayy | sdwy | ¢mQ €padg | gpads | 1pedg S paadg dH Wdd wo sdury | oloA *ON Jed uondrsa Jaquiny 1ed g9V eg
192V doyg ue)g Youmg XAl WAl XEJAl Kepy Iu0) Isu) jNi (e} sU0) woN WoN 1010I woN

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

1IMSIddO

ST-TT ONAOF PUe 0¢-7T SNA/VAAOP
— s1pRweIed AJA MU ONA0H/NA0F — 61 AqBL

22



1piSIado

e
SOg soc | PSI1N | dwey | omy | zZEiy | zHO9 | ZHO CR LS [ m:@m ZH09 ZH09 ZHOY £71a o1 SSLT ZHO9 | 10T 1 SLSMAVOQH | o&mmwmg 010087N1¥0P £9EVMOENH
. . wiery - . - A09Y
SOg so¢ | PS1N | dwey | omy | zZEiy | zHO9 | ZHO [ e ZH09 ZH09 ZHOY £71a o1 ShLT ZHO9 | tEl 9 TSOSMAVOQH | v oot fvion 6000871 A0Y 6SEVMOSIH
. d e | wrEy - - - AOET
SOg soc | PSI1N | dwey | omy | zZEiy | zHO9 | ZHO T e ZH09 ZH09 ZHOY £71a o1 ShLT ZHO9 | €6C S TSOSMAVOQH | 1 oot fvion 800087 NA0Y SSEVMOENH
. . d . wiery . - . . ASLS Ak
S0€ S0 | PSION | dwey | omy | zZEpiy | ZHO9 | ZHO 98 | a0 ZH09 ZH09 ZHOY €z1a SL 0SLL ZH09 SL 1 9LSMATIAH | v < vion L0008PNHOY T9EVMOEITH
. d . wiery - . . - A09F
SOg so¢ | PS1N | dwey | omy | zZEiy | zHO9 | ZHO T | paor ZH09 ZH09 ZHOY £71a SL 09L1 ZH(9 L6 9 TSOMATOAH | v 900087 NA0Y 8SEVMOEIH
. . d . wiery . - . . AOET y e
SOE S0 | PSION | dwey | omy |z | ZHO9 | ZHO 8T | rnaor ZH09 ZH09 ZHOY €z1a SL 09L1 ZHO9 | tTC S TSOMATIAH | e e S00087NA0F PSEVMOENH
uLre
SOE S0 | PSION | dwey | omy | zZEpiy | ZHO9 | ZHO [ mﬂ ZH09 ZH09 ZHOY €z1a S 09L1 ZH09 'S 1 SLSMAO9AH | ASLSdH 0'S L0008PNHOY T9EVMOEITH
wie:
SOE S0 | PSION | dwey | omy |z | ZHO9 | ZHO YL m_M ZH09 ZH09 ZHOY £€z1a S ShLT ZH09 79 9 €S9309AH | A09Y dH 0°S 900087 NA0Y 8SEVMOEIH
ure
SOE S0 | PSION | dwey | omy |z | ZHO9 | ZHO CEARN mﬂ ZH09 ZH09 ZHOY £€z1a S ShLT ZHO9 | €61 S €S9309AH |  AOSTAH 0°S S00087N1A0F PSEVMOENH
ure
SOE s0¢ | PSIN | dwey | omy | zZHMP | ZHO9 | ZHO 87 | g .,MMH ZH09 ZH09 ZHOY £71a Le STLT ZH09 Y 1 LLSAA8SAH | ASLSdH L€ #00087NA0Y T9EVMOENH
ure
SOE S0 | PSIN | dwey | omy | zZEdP | ZHO9 | ZHO v | mﬂ ZH09 ZH09 ZHOY £71a Le STLT ZH09 9g 9 95994090H | A09% dH L'E £000871A0F LSEVMOEIH
e
SOE S0 | PSIN | dwey | omy | ZEdP | ZHO9 | ZHO 6Tl | mﬂm ZH09 ZH09 ZHOY £71a Le STLT ZHO9 | TIT S 95994090H | AOSTJH L'E 200087 N0Y £SEVMOEH
ure
SOE S0 | PSIN | dwey | omy | ZEdP | ZHO9 | ZHO €S | mﬂ ZH09 ZH09 ZHOY £71a 6¢C STLT ZH09 9 9 PS9HASSAH |  A09% dH 6T £000871A0F LSEVMOEIH
e
SOE S0 | PSIN | dwey | omy | zZEdP | ZHO9 | ZHO 901 | 1 mﬂm ZH09 ZH09 ZHOY £71a 6¢C STLT ZH09 T6 S PS9HASSAH |  AOETdH 6T 200087 N0Y £SEVMOENH
e
SOE so¢ | PSIN | dwey | omy | zZEMy | ZHO9 | ZHO 6 | g m:ow ZH09 ZH09 ZHOY £71a vT STLT ZH09 v'e 1 LLSHA9SAH | ASLS dH ¥'T $00087140F T9EVMOENH
e
SOE S0 | PSIN | dwey | omy | zZEdP | ZHO9 | ZHO 9 | g mﬂm ZH09 ZH09 ZHOY £71a T STLT ZH09 4 9 €S9HI9SAH | A09Y dH ¥'T £000871A0F LSEVMOEIH
e
SOE so¢ | PSIN | dwey | omy | zZEMy | ZHO9 | ZHO 6 | g m:ow ZH09 ZH09 ZHOY £71a vT STLT ZH09 6L S €S9HA9SAH |  AOSTJH ¥'T 2000870140F £SEVMOENH
o | @z | 1090 | @1 | (o) | G090 | G00D | wo0d | (€00D) | (€orD | oz (€0zT) oz (1ozn) (6066) | (8066) wﬁ% ©066) | (o6 Toquiny
poa | poy | PPd uy uy baxy bary | bayy | sdwy | ¢mQ €padg | gpads | 1pedg S paadg dH Wdd wo sdury | oloA *ON Jed uondrsa Jaquiny 1ed g9V eg
192V doyg ue)g Youmg XAl WAl XEJAl Kepy Iu0) Isu) jNi (e} sU0) woN WoN 1010I woN

HST[YTS-HTILYTS PUC V8T [YTS-VTI[bTS
— s1pRweIRd AJA MU0 ONA0H/NA0F — 02 AqBL

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

23




wuey

sog S0E | IBSION | dwey | oy | zHMp | ZH09 | 2zHO 9t | 401 ZH09 ZH09 ZHOY ezla ok GG/L ZHO9 | 1Ok 1 G/SM4Y9AH | ASLG dH 00 | 9-VELO—ON—0SSHOV | €9EVMOEMH
wue

sog SOE | IBSION | dwey | oy | zHMy | ZHO9 | ZHO veE |y _M . ZH09 ZH09 ZHOY €zia o] SbLL ZHO9 | Vel 9 LSOM4Y9aH | A0S dH 00 | #—VSL0—0N—0SSHOV | 6SEVMOEMH
wue

sog S0E | IBSION | dwey | oy | zHMp | ZHO9 | 2zHO 2€e |y _M . ZH09 ZH09 ZHOY ezla ok ShLL ZHO9 | €62 S LGOMAP9aH | AOEZ dH 0'0L | 2-VIE0—0N—0SSHOY | SSEVMOEMH
wue

sog SOE | IPSION | dwey | oy | zHMy | ZHO9 | ZHO CL I _M . ZH09 ZH09 ZHOY €zl1a S 05k ZH09 S L 9/S)429aH | ASLSdHGZ 9—-0V60—0N—0SSHOV | 29EVMOEMH
wue

sog S0E | IBSION | dwey | oy | zHMp | ZH09 | 2zHO AT _M . ZH09 ZH09 ZHOY ezla SL 09L1 ZH09 1'6 9 2GOM429aH | A09Y dH 'L ¥=V2L0—0N—0SSHOV | 8SEVMOEMH
wue

sog SOE | IPSION | dwey | oy | zHMy | ZHO9 | ZHO 862 | /9y _w . ZH09 ZH09 ZHOY €zlia S 091k ZHO9 | v'2e S 2GM429aH | A0EZdH G'L 2-VY¥20—0N—0SSHOV | YSEVMOEMH
1]

sog SOE | IBSION | dwey | oy | zHMy | ZHO9 | ZHO 29 \ﬁu _w . ZH09 ZH09 ZHOY €zl1a S 091k ZH09 ¥'g L G/SM409QH | ASLSdHO'S 9—-0V60—0N—0SSHOV | 29EVMOEMH
wue

sog SOE | IBSION | dwey | oy | zHMy | ZHO9 | ZHO L _w . ZH09 ZH09 ZHOY €zia S SbLL ZH09 ¥'9 9 €SOM409aH | A09Y dH 0'S =V2L0—0N—0SSHOV | 8SEVMOEMH
1]

soe S0E | eSION | dwey | omy | zHMy | ZHO9 | 2ZHO 9Ll \ﬁu _w . ZH09 ZH09 ZHOY €zl1a S SbLL ZHO9 | €61 S €S9M4090H | AOEZ dH 0'S 2-V¥20—0N—0SSHOV | YSEVMOEMH

soe S0E | eSION | dwey | omy | zHMy | ZHO9 | 2ZHO 8y \M_H_M . ZH09 ZH09 ZHOY €zia Le SeLL ZH09 44 L £/G3485QH | ASLSdH L€ 9-1VY90—0N—0SSHOV | LIEVMOEMH
1]

soe S0E | eSION | dwey | oy | zHMy | ZHO9 | 2ZHO v'9 \ﬁu _w . ZH09 ZH09 ZHOY €zl1a Le SeLL ZH09 9 9 9593409QH | A09Y dH L€ #—8V80—0N—0SSHOV | ZSEVMOEMH

soe S0E | eSION | dwey | omy | zHMy | ZHO9 | 2ZHO 62k \M_H_M . ZH09 ZH09 ZHOY €zia Le SeLL ZHO9 | 2L S 95934090H | AOEZdH L€ 2-VLL0—0N—0SSHOV | E£SEVMOEMH
1]

soe S0E | eSION | dwey | omy | zHMy | ZHO9 | 2ZHO €g \W_L“_ _w . ZH09 ZH09 ZHOY €zl1a 62 SeLL ZH09 9Y 9 ¥S93485QH | A09Y dH 62 #—8V80—0N—0SSHOV | ZSEVMOEMH

soe S0E | eSION | dwey | omy | zHMy | ZHO9 | 2ZHO 90}k \M_H_M . ZH09 ZH09 ZHOY €zia 62 SeLL ZH09 26 S ¥S934850H | AOEZ dH 62 2-VLI0—0N—0SSHOV | E£SEVMOEMH
we

sog S0E | IPSION | dwey | oy | zHMp | ZHO9 | ZHO 6 | /g _w . ZH09 ZH09 ZHOY €zla v'e geLL ZH09 v'e 1 £/S34950H | ASLSdH v 9-1V90—0N—0SSHOV | L9EVMOEMH

soe S0E | eSION | dwey | omy | zHMy | ZHO9 | 2ZHO 9v \M_H_M . ZH09 ZH09 ZHOY €zl1a e SeLL ZH09 ¥ 9 €5934950H | A09Y dH ¥'2 #—8V80—0N—0SSHOV | ZSEVMOEMH
wue

sog S0E | IPSION | dwey | oy | zHMp | ZHO9 | ZHO A _w . ZH09 ZH09 ZHOY €zla v'e seLL ZH09 6L S €5934950H | A0S dH ' 2-V.L0—0N—0SSHOV | ESEVMOEMH

(1oz2) | (2ote) | (1ore) | (9092) | (8002) | (2002) | (€002) | (EOVL) (vozt) (eozt) (zoz1) (rozt) (6066) | (8066) (z066) (9066) JaquinN JaquinN
(e0z2) | (2022) b b b d d d d d baiy d (5066)
jeoaq | jeooy | 18220 | udd udog 314 214 P14 | sdwy [ €In0 | gpaadg | gpaads | Lpasds | lpg paads |  dH NdH won | SIUY | aBeyon ued uonduosaq JaquinN Wed ggv ved
/1999y n_Ouw uels yaums Xe|N UInN Xe|N >N_0~_ suod suo) suod suod WIOoN WION 1010 WON 1010\ ain

(INOD) ADNTIAATT AVAAT AJA ALOWHY - XIANAddV

1IMSIadO

0vC-0CISHA PUe 00€-0TISVA
— sRpueIed 4A Nu() SHA/SVA — 12 dq¢EL

24



APPENDIX - REMOTE VFD KEYPAD REFERENCE (CONT)

Standard Display Mode

Use the standard display mode to read information on the
drive status and operate the drive. To reach the standard
display mode, press EXIT until the LCD display shows
status information as described below. (See Fig. 11.)

The top line of the LCD display shows the basic status
information of the drive. The HAND icon indicates that
the drive control is local from the control panel. The
AUTO icon indicates that the drive is in remote control
mode, such as the basic 1/0 (X1) or field bus.

The arrow icon indicates the drive and motor rotation
status. A rotating arrow (clockwise or counterclockwise)
indicates that the drive is running and at set point and the
shaft direction is forward or reverse. A rotating blinking
arrow indicates that the drive is running but not at set
point. A stationary arrow indicates that the drive is
stopped. For 48/50PD, 580J/558J/5481/5811/5511/549]
units, the correct display rotation is clockwise.

The upper right corner shows the frequency set point that
the drive will maintain.

Using parameter group 34, the middle of the LCD display
can be configured to display 3 parameter values. The
default display shows parameters 0103 (OUTPUT FREQ)
in percent speed, 0104 (CURRENT) in amperes, and 0120
(All) in voltage DC.

The bottom corners of the LCD display show the
functions currently assigned to the two soft keys. The
lower middle displays the current time (if configured to
show the time).

The first time the drive is powered up, it is in the OFF
mode. To switch to local hand-held control and control
the drive using the control panel, press and hold the
HAND button. Pressing the HAND button switches the
drive to hand control while keeping the drive running.
Press the AUTO button to switch to remote input control.
To start the drive press the HAND or AUTO buttons, to
stop the drive press the OFF button.

AUTOD 60.0Hz

100.0 %SP
1.9A

10.0 Vdc
| e2:z22 [ MENU

C09249

Fig. 11 - Standard Display Example

25

To adjust the speed in HAND mode, press the UP or
DOWN buttons (the reference changes immediately). The
reference can be modified in the local control (HAND)
mode, and can be parameterized (using Group 11
reference select) to also allow modification in the remote
control mode.

Parameters Mode

The Parameters mode is used to change the parameters on
the drive. To change parameters, perform the following
procedure:

1. Select MENU (SOFT KEY 2). The Main menu will
be displayed.

2. Use the UP or DOWN keys to highlight PARAMET-
ERS on the display screen and press ENTER (SOFT
KEY 2).

3. Use the UP or DOWN keys to highlight the desired
parameter group and press SEL (SOFT KEY 2).

4. Use the UP or DOWN keys to highlight the desired
parameter and press EDIT (SOFT KEY 2).

5. Use the UP or DOWN keys to change the value of the
parameter.

6. Press SAVE (SOFT KEY 2) to store the modified
value. Press CANCEL (SOFT KEY 1) to keep the
previous value. Any modifications that are not saved
will not be changed.

7. Choose another parameter or press EXIT (SOFT KEY
1) to return to the listing of parameter groups. Contin-
ue until all the parameters have been configured and
then press EXIT (SOFT KEY 1) to return to the main
menu.

NOTE: The current parameter value appears above the
highlight parameter. To view the default parameter value,
press the UP and DOWN keys simultaneously. To restore the
default factory settings, select the Carrier application macro.
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APPENDIX - REMOTE VFD KEYPAD REFERENCE (CONT)

Changed Parameters Mode

The Changed Parameters mode is used to view and edit
recently changed parameters on the drive. To view the
changed parameters, perform the following procedure:

1. Select MENU (SOFT KEY 2). The Main menu will
be displayed.

2. Use the UP or DOWN keys to highlight CHANGED
PAR on the display screen and press ENTER (SOFT
KEY 2). A list of the recently changed parameters
will be displayed.

3. Use the UP or DOWN keys to highlight the desired
parameter group and press EDIT (SOFT KEY 2) to
change the parameter if desired.

4. Press EXIT (SOFT KEY 1) to exit the Changed Para-
meters mode.

Drive Parameter Backup Mode

The drive parameter back up mode is used to export the
parameters from one drive to another. The parameters can
be uploaded from a VFD to the removable control panel.
The control panel can then be transferred to another drive
and the parameters downloaded into memory.

Depending on the motor and application, there are two
options available. The first option is to download all
parameters. This copies both application and motor
parameters to the drive from the control panel. This is
recommended when using the same application for drives
of the same size. This can also be used to create a backup
of the parameters group for the drive.

The second option downloads only the application
parameters to the drive. This is recommended when using
the same application for drives of different sizes.
Parameters 9905, 9906, 9907, 9908, 9909, 1605, 1607,
5201, and group 51 parameters and internal motor
parameters are not copied.

Upload All Parameters

To upload and store parameters in the control panel from
the VFD, perform the following procedure:

1. Select MENU (SOFT KEY 2). The Main menu will
be displayed.

2. Use the UP or DOWN keys to highlight PAR
BACKUP on the display screen and press ENTER
(SOFT KEY 2).

3. Use the UP or DOWN keys to highlight UPLOAD TO
PANEL and press SEL (SOFT KEY 2).

4. The text “Copying Parameters” will be displayed with
a progress indicator. To stop the process, select
ABORT (SOFT KEY 1).

5. When the upload is complete, the text “Parameter up-
load successful” will be displayed.

6. The display will then return to the PAR BACKUP
menu. Select EXIT (SOFT KEY 1) to return to the
main menu.

7. The control panel can now be disconnected from the
drive.

Download All Parameters

To download all parameters from the control panel to the
VED, perform the following procedure:

1. Install the control panel with the correct parameters
onto the VFD.

2. Select MENU (SOFT KEY 2). The Main menu will
be displayed.

3. Use the UP or DOWN keys to highlight PAR
BACKUP on the display screen and press ENTER
(SOFT KEY 2).

4. Use the UP or DOWN keys to highlight DOWNLOAD
TO DRIVE ALL and press SEL (SOFT KEY 2).

5. The text “Restoring Parameters” will be displayed
with a progress indicator. To stop the process, select
ABORT (SOFT KEY 1).

6. When the download is complete, the text “Parameter
download successful” will be displayed.

7. The display will then return to the PAR BACKUP
menu. Select EXIT (SOFT KEY 1) to return to the
main menu.

8. The control panel can now be disconnected from the
drive.

Download Application Parameters

To download application parameters only to the control
panel from the VFD, perform the following procedure:

1. Install the control panel with the correct parameters
onto the VFD.

2. Select MENU (SOFT KEY 2). The Main menu will
be displayed.

3. Use the UP or DOWN keys to highlight PAR
BACKUP on the display screen and press ENTER
(SOFT KEY 2).

4. Use the UP or DOWN keys to highlight DOWN-
LOAD APPLICATION and press SEL (SOFT KEY
2).

5. The text “Downloading Parameters (partial)” will be
displayed with a progress indicator. To stop the pro-
cess, select ABORT (SOFT KEY 1).

6. When the download is complete, the text “Parameter
download successful” will be displayed.

7. The display will then return to the PAR BACKUP
menu. Select EXIT (SOFT KEY 1) to return to the
main menu.

8. The control panel can now be disconnected from the
drive.

Clock Set Mode

The clock set mode is used for setting the date and time
for the internal clock of the VFD. In order to use the timer
functions of the VFD control, the internal clock must be
set. The date is used to determine weekdays and is visible
in the fault logs.
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APPENDIX - REMOTE VFD KEYPAD REFERENCE (CONT)

To set the clock, perform the following procedure:

1. Select MENU (SOFT KEY 2). The Main menu will
be displayed.

2. Use the UP or DOWN keys to highlight CLOCK SET
on the display screen and press ENTER (SOFT KEY
2). The clock set parameter list will be displayed.

3. Use the UP or DOWN keys to highlight CLOCK VIS-
IBILITY and press SEL (SOFT KEY 2). This para-
meter is used to display or hide the clock on the
screen. Use the UP or DOWN keys to change the
parameter setting. Press OK (SOFT KEY 2) to save
the configuration and return to the Clock Set menu.

4. Use the UP or DOWN keys to highlight SET TIME
and press SEL (SOFT KEY 2). Use the UP or DOWN
keys to change the hours and minutes. Press OK
(SOFT KEY 2) to save the configuration and return to
the Clock Set menu.

5. Use the UP or DOWN keys to highlight TIME
FORMAT and press SEL (SOFT KEY 2). Use the UP
or DOWN keys to change the parameter setting. Press
OK (SOFT KEY 2) to save the configuration and re-
turn to the Clock Set menu.

6. Use the UP or DOWN keys to highlight SET DATE
and press SEL (SOFT KEY 2). Use the UP or DOWN
keys to change the day, month, and year. Press OK
(SOFT KEY 2) to save the configuration and return to
the Clock Set menu.

7. Use the UP or DOWN keys to highlight DATE
FORMAT and press SEL (SOFT KEY 2). Use the UP
or DOWN keys to change the parameter setting. Press
OK (SOFT KEY 2) to save the configuration and re-
turn to the Clock Set menu.

8. Press EXIT (SOFT KEY 1) twice to return to the
main menu.

I/O Settings Mode

The I/O Settings mode is used for viewing and editing the
I/O settings.

To configure the I/O settings, perform the following
procedure:

1. Select MENU (SOFT KEY 2). The Main menu will
be displayed.

2. Use the UP or DOWN keys to highlight I/O SET-
TINGS on the display screen and press ENTER
(SOFT KEY 2). The I/O Settings parameter list will
be displayed.

3. Use the UP or DOWN keys to highlight the desired
I/O setting and press SEL (SOFT KEY 2).

4. Use the UP or DOWN keys to select the parameter to
view. Press OK (SOFT KEY 2).

5. Use the UP or DOWN keys to change the parameter
setting. Press SAVE (SOFT KEY 2) to save the con-
figuration. Press CANCEL (SOFT KEY 1) to keep
the previous value. Any modifications that are not
saved will not be changed.

6. Press EXIT (SOFT KEY 1) twice to return to the
main menu.

VFD Diagnostics
The drive detects error situations and reports them using:
1. Green and red LEDs on the body of the drive (located
under the keypad)
2. Status LED on the control panel

3. Control panel display

4. The Fault Word and Alarm Word parameter bits
(parameters 0305 to 0309)

The form of the display depends on the severity of the
error. The user can specify the severity for many errors by
directing the drive to ignore the error situation, report the
situation as an alarm, or report the situation as a fault.

Faults (Red LED Lit)

The VFD signals that it has detected a severe error, or
fault, by:
1. Enabling the red LED on the drive (LED is either
steady or flashing)
2. Setting an appropriate bit in a Fault Word parameter
(0305 to 0307)
3. Overriding the control panel display with the display
of a fault code
4. Stopping the motor (if it was on)

5. Sets an appropriate bit in Fault Word parameter
0305- 0307.

The fault code on the control panel display is temporary.
Pressing the MENU, ENTER, UP button or DOWN
buttons removes the fault message. The message
reappears after a few seconds if the control panel is not
touched and the fault is still active.

Alarms (Green LED Flashing)

For less severe errors, called alarms, the diagnostic
display is advisory. For these situations, the drive is
simply reporting that it had detected something unusual.
In these situations, the drive:

1. Flashes the green LED on the drive (does not apply to
alarms that arise from control panel operation errors)

2. Sets an appropriate bit in an Alarm Word parameter
(0308 or 0309)

3. Overrides the control panel display with the display
of an alarm code and/or name

Alarm messages disappear from the control panel display
after a few seconds. The message returns periodically as
long as the alarm condition exists.
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APPENDIX - REMOTE VFD KEYPAD REFERENCE (CONT)

Correcting Faults

The recommended corrective action for faults is shown in
the Fault Listing Table 22. The VFD can also be reset to
remove the fault. If an external source for a start
command is selected and is active, the VFD may start
immediately after fault reset.

To reset a fault indicated by a flashing red LED, turn off
the power for 5 minutes. To reset a fault indicated by a red
LED (not flashing), press RESET from the control panel
or turn off the power for 5 minutes. Depending on the
value of parameter 1604 (FAULT RESET SELECT),
digital input or serial communication could also be used
to reset the drive. When the fault has been corrected, the
motor can be started.

History

For reference, the last three fault codes are stored into
parameters 0401, 0412, 0413. For the most recent fault
(identified by parameter 0401), the drive stores additional
data (in parameters 0402 through 0411) to aid in
troubleshooting a problem. For example, a parameter
0404 stores the motor speed at the time of the fault. To
clear the fault history (all of Group 04, Fault History
parameters), follow these steps:

1. In the control panel, Parameters mode, select
parameter 0401.

2. Press EDIT.

3. Press the UP and DOWN buttons simultaneously.

4. Press SAVE.

Correcting Alarms

To correct alarms, first determine if the Alarm requires
any corrective action (action is not always required). Use
Table 23 to find and address the root cause of the
problem.

If diagnostics troubleshooting has determined that the drive
is defective during the warranty period, contact ABB
Automation Inc., at 1-800-435-7365, option 4, option 3. A
qualified technician will review the problem with the caller
and make a determination regarding how to proceed. This
may involve dispatching a designated service station (DSS)
representative from an authorized station, dispatching a
replacement unit, or advising return for repair.

Control Panel Cleaning

Use a soft damp cloth to clean the control panel. Avoid
harsh cleaners which could scratch the display window.

Battery Replacement

A battery is only used in assistant control panels that have
the clock function available and enabled. The battery
keeps the clock operating in memory during power
interruptions. The expected life for the battery is greater
than ten years. To remove the battery, use a coin to rotate
the battery holder on the back of the control panel.
Replace the battery with type CR2032.
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APPENDIX - REMOTE VFD KEYPAD REFERENCE (CONT)

Table 22 — FAULT CODES

E%"EI)'E FAULT NAME IN PANEL DESCRIPTION AND RECOMMENDED CORRECTIVE ACTION
1 OVERCURRENT Output current is excessive. Check for excessive motor load, insufficient acceleration time (parameters 2202
ACCELER TIME 1, default 30 seconds), or faulty motor, motor cables or connections.
2 Intermediate circuit DC voltage is excessive. Check for static or transient over voltages in the input power supply,
DC OVERVOLT insufficient deceleration time (parameters 2203 DECELER TIME 1, default 30 seconds), or undersized brake chopper
(if present).
3 DEV OVERTEMP Drive heat sink is overheated. Temperature is at or above 115°C (239°F). Check for fan failure, obstructions in the air
flow, dirt or dust coating on the heat sink, excessive ambient temperature, or excessive motor load.
4 SHORT CIRC Fault current. Check for short—circuit in the motor cable(s) or motor or supply disturbances.
5 OVERLOAD Inverter overload condition. The drive output current exceeds the ratings.
6 Intermediate circuit DC voltage is not sufficient. Check for missing phase in the input power supply, blown fuse, or
DC OVERVOLT under voltage on main circuit.
7 Al1 LOSS Analog input 1 loss. Analog input value is less than Al1 FLT LIMIT (3021). Check source and connection for analog
input and parameter settings for Al1 FLT LIMIT (3021) and 3001 AI<MIN FUNCTION.
8 A2 LOSS Analog input 2 loss. Analog input value is less than Al2 FLT LIMIT (3022). Check source and connection for analog
input and parameter settings for Al2 FLT LIMIT (3022) and 3001 AI<MIN FUNCTION.
9 MOT OVERTEMP Motor is too hot, as estimated by the drive. Check for overloaded motor. Adjust the parameters used for the estimate
(3005 through 3009). Check the temperature sensors and Group 35 parameters.
10 Panel communication is lost and either drive is in local control mode (the control panel displays LOC), or drive is in
PANEL LOSS remote control mode (REM) and is parameterized to accept start/stop, direction or reference from the control panel.
To correct check the communication lines and connections. Check parameter 3002 PANEL COMM ERROR,
parameters in Group 10: Command Inputs and Group 11:Reference Select (if drive operation is REM).
1 ID RUN FAIL The motor ID run was not completed successfully. Check motor connections.
12 MOTOR STALL Motor or process stall. Motor is operating in the stall region. Check for excessive load or insufficient motor power.
Check parameters 3010 through 3012.
13 RESERVED Not used.
14 EXT FAULT 1 Digital input defined to report first external fault is active. See parameter 3003 EXTERNAL FAULT 1.
15 EXT FAULT 2 Digital input defined to report second external fault is active. See parameter 3004 EXTERNAL FAULT 2.
16 EARTH FAULT The load on the input power system is out of balance. Check for faults in the motor or motor cable. Verify that motor
cable does not exceed maximum specified length.
17 UNDERLOAD Motor load is lower than expected. Check for disconnected load. Check parameters 3013 UNDERLOAD FUNCTION
through 3015 UNDERLOAD CURVE.
18 THERM FAIL Internal fault. The thermistor measuring the internal temperature of the drive is open or shorted. Contact Carrier.
19 OPEX LINK Internal fault. A communication —related problem has been detected between the OMIO and OINT boards. Contact
Carrier.
20 OPEX PWR Internal fault. Low voltage condition detected on the OINT board. Contact Carrier.
21 CURR MEAS Internal fault. Current measurement is out of range. Contact Carrier.
22 SUPPLY PHASE Ripple voltage in the DC link is too high. Check for missing main phase or blown fuse.
23 RESERVED Not used.
24 Motor speed is greater than 120% of the larger (in magnitude) of 2001 MINIMUM SPEED or 2002 MAXIMUM SPEED
OVERSPEED parameters. Check parameter settings for 2001 and 2002. Check adequacy of motor braking torque. Check
applicability of torque control. Check brake chopper and resistor.
25 RESERVED Not used.
26 DRIVE ID Internal fault. Configuration block drive ID is not valid.
27 CONFIG FILE Internal configuration file has an error. Contact Carrier.
28 Field bus communication has timed out. Check fault setup (3018 COMM FAULT FUNC and 3019 COMM FAULT
SERIAL 1 ERR TIME). Check communication settings (Group 51 or 53 as appropriate). Check for poor connections and/or noise on
line.
29 EFB CON FILE Error in reading the configuration file for the field bus adapter.
30 FORCE TRIP Fault trip forced by the field bus. See the field bus reference literature.
31 EFB 1 Fault code reserved for the EFB protocol application. The meaning is protocol dependent.
32 EFB 2 Fault code reserved for the EFB protocol application. The meaning is protocol dependent.
33 EFB 3 Fault code reserved for the EFB protocol application. The meaning is protocol dependent.
34 MOTOR PHASE Faul_t in the motor circuit. One of the motor phases is lost. Check for motor fault, motor cable fault, thermal relay fault
, or internal fault.
35 OUTP WIRING Error in power wiring suspected. Check that input power wired to drive output. Check for ground faults.
101-105 SYSTEM ERROR Error internal to the drive. Contact Carrier and report the error number.
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APPENDIX - REMOTE VFD KEYPAD REFERENCE (CONT)

Table 22 — FAULT CODES (cont)

FAULT
CODE

FAULT NAME IN PANEL

DESCRIPTION AND RECOMMENDED CORRECTIVE ACTION

201-206

SYSTEM ERROR

Error internal to the drive. Contact Carrier and report the error number.

1000

PAR HZRPM

Parameter values are inconsistent. Check for any of the following:

2001 MINIMUM SPEED > 2002 MAXIMUM SPEED

2007 MINIMUM FREQ > 2008 MAXIMUM FREQ

2001 MINIMUM SPEED / 9908 MOTOR NOM SPEED is outside of the range: —128/+128
2002 MAXIMUM SPEED / 9908 MOTOR NOM SPEED is outside of the range: —128/+128
2007 MINIMUM FREQ / 9907 MOTOR NOM FREQ is outside of the range: — 128/+128
2008 MAXIMUM FREQ / 9907 MOTOR NOM FREQ is outside of the range: — 128/+128

1001

PAR PFA REFNG

Parameter values are inconsistent. Check that 2007 MINIMUM FREQ is negative, when 8123 PFA ENABLE is active.

1002

PAR PFA IOCNF

Parameter values are inconsistent. The number of programmed PFA relays does not match with Interlock
configuration, when 8123 PFA ENABLE is active. Check consistency of RELAY OUTPUT parameters 1401 through
1403, and 1410 through 1412. Check 8117 NR OF AUX MOTORS, 8118 AUTOCHANGE INTERV, and 8120
INTERLOCKS.

1003

PAR Al SCALE

Parameter values are inconsistent. Check that parameter 1301 Al 1 MIN > 1302 Al 1 MAX and that parameter 1304 Al
2 MIN > 1305 Al 2 MAX.

1004

PAR AO SCALE

Parameter values are inconsistent. Check that parameter 1504 AO 1 MIN > 1505 AO 1 MAX and that parameter 1510
AO 2 MIN > 1511 AO 2 MAX.

1005

PAR PCU 2

Parameter values for power control are inconsistent: Improper motor nominal kVA or motor nominal power. Check
the following parameters:

1.1 < (9906 MOTOR NOM CURR * 9905 MOTOR NOM VOLT * 1.73/PN) < 2.6

Where: PN = 1000 * 9909 MOTOR NOM POWER (if units are kW) or PN = 746

* 9909 MOTOR NOM POWER (if units are HP, e.g., in US)

1006

PAR EXT RO

Parameter values are inconsistent. Check the extension relay module for connection and 1410 through 1412 RELAY
OUTPUTS 4 through 6 have non-—zero values.

1007

PAR FBUS

Parameter values are inconsistent. Check that a parameter is set for field bus control (e.g., 1001 EXT1 COMMANDS
= 10 (COMM)), but 9802 COMM PROT SEL = 0.

1008

PAR PFA MODE

Parameter values are inconsistent. The 9904 MOTOR CTRL MODE must = 3 (SCALAR SPEED) when 8123 PFA
ENABLE activated.

1009

PAR PCU 1

Parameter values for power control are inconsistent or improper motor nominal frequency or speed. Check for both
of the following:

1 < (60 * 9907 MOTOR NOM FREQ / 9908 MOTOR NOM SPEED < 16

0.8 < 9908 MOTOR NOM SPEED / (120 * 9907 MOTOR NOM FREQ / Motor poles) < 0.992

1010

OVERRIDE/PFA
CONFLICT

Override mode is enabled and PFA is activated at the same time. This cannot be done because PFA interlocks cannot
be observed in the override mode.
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APPENDIX - REMOTE VFD KEYPAD REFERENCE (CONT)

Table 23 — ALARM CODES

ALARM ALARM NAME

CODE IN PANEL DESCRIPTION AND RECOMMENDED CORRECTIVE ACTION

2001 - Reserved

2002 - Reserved

2003 - Reserved

2004 DIR LOCK The change in direction being attempted is not allowed. Do not attempt to change the direction of motor rotation, or
Change parameter 1003 DIRECTION to allow direction change (if reverse operation is safe).
Field bus communication has timed out. Check fault setup (3018 COMM FAULT FUNC and 3019 COMM FAULT

2005 1/0 COMM TIME). Check communication settings (Group 51 or 53 as appropriate). Check for poor connections and/or noise on
line.

2006 Al1 LOSS Analog input 1 is lost, or value is less than the minimum setting. Check input source and connections. Check the
parameter that sets the minimum (3021) and the parameter that sets the Alarm/Fault operation (3001).

2007 A2 LOSS Analog input 2 is lost, or value is less than the minimum setting. Check input source and connections. Check
parameter that sets the minimum (3022) and the parameter that sets the Alarm/Fault operation (3001).
Panel communication is lost and either the VFD is in local control mode (the control panel displays HAND), or the

2008 PANEL LOSS VFD is in remote control mode (AUTO) and is parameterized to accept start/stop, direction or reference from the
control panel. To correct, check the communication lines and connections, Parameter 3002 PANEL LOSS, and
parameters in groups 10 COMMAND INPUTS and 11 REFERENCE SELECT (if drive operation is REM).

2009 - Reserved
Motor is hot, based on either the VFD estimate or on temperature feedback. This alarm warns that a Motor Overload

2010 MOT OVERTEMP fault trip may be near. Check for overloaded motor. Adjust the parameters used for the estimate (3005 through 3009).
Check the temperature sensors and Group 35 parameters.
Motor load is lower than expected. This alarm warns that a Motor Underload fault trip may be near. Check that the

2011 UNDERLOAD motor and drive ratings match (motor is NOT undersized for the drive). Check the settings on parameters 3013 to
3015.

2012 MOTOR STALL Motor is operating in the stall region. This alarm warns that a Motor Stall fault trip may be near.

2013* AUTORESET This alarm warns that the drive is about to perform an automatic fault reset, which may start the motor. To
control automatic reset, use parameter group 31 (AUTOMATIC RESET).
This alarm warns that the PFA autochange function is active. To control PFA, use parameter group 81 (PFA) and the

2014 AUTOCHANGE Pump Alternation macro.
This alarm warns that the PFA interlocks are active, which means that the drive cannot start any motor (when

2015 PFAINTERLOCK Autochange is used), or a speed regulated motor (when Autochange is not used).

2016 - Reserved

2017* OFF BUTTON This alarm indicates that the OFF button has been pressed.

2018 PID SLEEP This alarm warns that the PID sleep function is active, which means that the motor could accelerate when the PID
sleep function ends. To control PID sleep, use parameters 4022 through 4026 or 4122 through 4126.

2019 ID RUN The VFD is performing an ID run.

2020 OVERRIDE Override mode is activated.

2021 START ENABLE 1 This alarm warns that the Start Enable 1 signal is missing. To control Start Enable 1 function, use parameter 1608. To

MISSING correct, check the digital input configuration and the communication settings.
2022 START ENABLE 2 This alarm warns that the Start Enable 2 signal is missing. To control Start Enable 2 function, use parameter1609. To
MISSING correct, check the digital input configuration and the communication settings.
2023 EMERGENCY STOP Emergency stop is activated.

* This alarm is not indicated by a relay output, even when the relay output is configured to indicate alarm conditions, parameter 1401 RELAY OUTPUT =5
(ALARM) or 16 (FLT/ALARM).
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