25TPA7

PERFORMANCE SERIES 2-STAGE HEAT PUMP
WITH PURON® REFRIGERANT

2 TO 5 NOMINAL TONS

Turn to the experts

WIRING DIAGRAM
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NOTES:
1. Compressor and fan motor furnished with inherent thermal protection.
2. To be wired in accordance with national electric code (N.E.C.) and local codes.
3. N.E.C. Class 2, 24 V circuit, min. 40 VA required, 60 VA on units installed with LLS.
4. Use copper conductors only from disconnect to unit.
5. Must use thermostat and sub-base as stated in pre-sale literature.
6. If indoor section has a transformer with a grounded secondary, connect the grounded
side to "C" on the circuit board.
7. If any of the original wire, as supplied, must be replaced, use the same or equivalent wire.
8. Check all electrical connections inside control box for tightness.
9. Do not attempt to operate unit until service valves have been opened.
10. Use conductors suitable for at least 75°C (167°F). 347772-101 REV.-
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