24ABR3

Base™ Series Air Conditioner with Puron®
Sizes 18 To 60
1 1/2 To 5 Nominal Tons

Wiring Diagrams

Turn to the Experts.
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Fig. 1 — Wiring Diagram — Model sizes 18 - 48, 208/230-1
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Fig. 2 — Wiring Diagram — Model size 60, 208/230-1
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Fig. 3 — Wiring Diagram — Model sizes 30-60, 208/230-3
Model sizes 36-60, 460-3
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