
1.	 Extend the dehumidifier feet by rotating 
clockwise until the dehumidifier is 
approximately 1-1/2" off the floor or ground. 
Blocks can be used for additional height.

2.	Use the feet to level the dehumidifier. Refer 
to the bubble level located on top of the 
dehumidifier, the bubble must be within the 
outer circle to ensure proper draining. 

3.	Make sure the drain tubing has a continuous 
downward slope toward the drain. Do not 
allow the flexible tube to bend up and create 
an air lock within the tube.

 WARNING
Running the dehumidifier without the drain 

insert can lead to condensate leaks.
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